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Introduction 

Welcome to the PJM Manual for Generation and Transmission Interconnection Facility 
Construction. In this Section you will find: 

¶ What you can expect from the PJM Manuals in general (see ñAbout PJM Manualsò). 

¶ What you can expect from this PJM Manual (see ñAbout This Manualò). 

¶ How to use this manual quickly and easily (see ñUsing This Manualò). 

About PJM Manuals 

The PJM Manuals are the instructions, rules, procedures, and guidelines established by the 
PJM OI for the operation, planning, and accounting requirements of the PJM RTO and the 
PJM Energy Market. The manuals are grouped under the following categories: 

¶ Transmission 

¶ PJM Energy Market 

¶ Generation and transmission interconnection 

¶ Reserve 

¶ Accounting and Billing 

¶ PJM administrative services 

¶ Miscellaneous 

For a complete list of all PJM Manuals, go to www.pjm.com and select ñManualsò under the 
ñDocumentsò pull-down menu. 

About This Manual 

The PJM Manual for Generation and Transmission Interconnection Facility 
Construction is one of the family of PJM Procedure manuals. This manual focuses on the 
requirements for interconnecting generating sources under PJMôs Regional Transmission 
Expansion Planning Process. 

This manual describes the various studies and agreements required to complete the 
transmission interconnection planning process. 

This PJM Manual for Generation and Transmission Interconnection Facility 
Construction consists of four sections.  These sections are listed in the table of contents 
beginning on page ii. 

Intended Audience 

The intended audiences for this PJM Manual for Generation and Transmission 
Interconnection Facility Construction are:  

¶ Interconnection Customersô respective engineering, construction and operations 
staff, and consultants. 

http://www.pjm.com/
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¶ Transmission Ownersô respective engineering and construction staff and 
consultants. 

¶ PJM Members. 

¶ PJM Staff. 

NOTE:  The term ñInterconnection Customerò is used throughout this 
document and is intended to refer to both Generation Interconnection 
Customers and Merchant Transmission Customers. 

References 

There are other PJM documents that provide both background and detail on other topics. 

¶ PJM Manual for Generation and Transmission Interconnection Process Overview 
(M-14A) 

¶ PJM Manual for Regional Planning Process (M14B) 

¶ PJM Manual for Generator Operational Requirements (M14D) 

¶ PJM Manual for Merchant Transmission Specific Requirements (M14E) 

Using This Manual 

We believe that explaining concepts is just as important as presenting the procedures.  This 
philosophy is reflected in the way we organize the material in this manual.  We start each 
section with an overview. Then, we present details, procedures or references to procedures 
found in other PJM manuals.  . 

What You Will Find In This Manual 

¶ A table of contents that lists two levels of subheadings within each of the sections 

¶ An approval page that lists the required approvals and a brief outline of the current 
revision 

¶ Sections containing the specific guidelines, requirements, or procedures including 
PJM actions and PJM Member actions. 

¶ Attachments that include additional documents, forms, or tables that support this 
manual. 

¶ A section at the end detailing all previous revisions of this PJM Manual 

http://www.pjm.com/contributions/pjm-manuals/pdf/m14a.pdf
http://www.pjm.com/contributions/pjm-manuals/pdf/m14a.pdf
http://www.pjm.com/contributions/pjm-manuals/pdf/m14d.pdf
http://www.pjm.com/contributions/pjm-manuals/pdf/m14e.pdf
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Section 1: Interconnection Service Agreement / Interconnection 
Construction Service Agreement (ISA / ICSA) Implementation 

Phase Management 

Welcome to the Interconnection Service Agreement / Interconnection Construction Service 
Agreement (ISA / ICSA) Implementation Phase Management section of the PJM Manual for 
Generation and Transmission Interconnection Facility Construction. 

Overview 

PJM has taken steps required to more effectively coordinate a portfolio of Generation and 
Merchant Transmission projects. To support this effort at the individual project level, PJMôs 
intent is to take a Project Management Model approach to the implementation of the 
Interconnection Service Agreement / Interconnection Construction Service Agreement (ISA / 
ICSA) Implementation Phase of the Generator Interconnection Projects.  This section 
presents the Work Breakdown Structure (WBS) for the Interconnection Service Agreement / 
Interconnection Construction Service Agreement (ISA / ICSA) Implementation Phase along 
with descriptions of the various major activities and deliverables within each focus category. 

ISA / ICSA Implementation Phase Work Breakdown Structure 
(WBS) 

The complexities associated with the Interconnection Service Agreement / Interconnection 
Construction Service Agreement (ISA / ICSA) Implementation Phase of the Generator 
Interconnection Projects warrant a project management model approach, and an effective 
tool for managing the activities and deliverables associated with the projects is a Work 
Breakdown Structure (WBS).  The WBS can be used as a foundation for coordination of 
nearly all other aspects of the projects.  For example, project schedules, cost estimates, 
project documentation and communication formats can all be derived from the basic Work 
Breakdown Structure. 

Exhibit 1 shows the WBS for the ISA / ICSA Implementation Phase.  The major categories of 
focus in this phase are the Transmission Owner Facilities, Generator Facilities, and 
Generator Markets and Operations. The following category and sub-category descriptions 
are provided to explain the significance of each component of the WBS.  Clearly, just about 
every project is different and requires a certain level of customization to the specific nuances 
of the project, but spelling out major activities in this manner provides a baseline from which 
PJM, the Transmission Owners and the Interconnection Customers can customize from 
there.  Moreover, these major activities can also be considered as the minimum project 
milestone activities (where applicable) that PJM is interested in tracking through the ISA / 
ICSA Implementation Phase life cycle. 
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Exhibit 1: ISA/ICSA Implementation Phase Work Breakdown Structure 

Application to Regional Transmission Expansion Plan (RTEP) Projects 

PJM Manual M14C is intended to apply to the engineering and construction implementation 
phase for all types of RTEP projects. The project controls detailed herein are applicable to 
generation interconnection projects, Merchant Transmission projects, and Long Term Firm 
Transmission Service Requests, in addition to Baseline Upgrades and Transmission Owner 
Identified upgrades. 

In addition, if construction of facilities is required for non-jurisdictional interconnections with 
executed Wholesale Market Participation Agreements (WMPAs), the same project controls 
outlined in this Manual M14C would apply if an ICSA is executed for applicable construction 
work required for these non-jurisdictional projects.  

The project controls outlined in Manual M14C also apply to cases where an Interim ISA is 
executed and financial security is collected by PJM for the purpose of purchasing long lead 
time equipment, or performing engineering and construction work.   
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Large Generation Resources / Small Generation Resources 

PJM Manual M14B outlines the study phase process differences between Large Generation 
Resources (greater than 20MW) and Small Generation Resources (20MW or less).  While 
there are distinct differences in the paths that these types of projects take in the study 
process, once the projects move into the implementation phase, the same project controls 
outlined in this Manual M14C generally apply to both Large Generation Resources and 
Small Generation Resources.   

Transmission Owner Facilities 

Transmission Owner Facilities include all work related to the interconnection of the 
Customer Facility to the transmission grid.  They include Attachment Facilities and Network 
Upgrades. 

The work is typically performed by the respective Transmission Owners; However, as 
detailed in the PJM Open Access Transmission Tariff (OATT) and detailed later in this 
manual, an Interconnection Customer may elect to exercise the Option to Build alternative 
either during the ISA / CSA Execution Phase or at any reasonable time prior to 37 days after 
the ISA is executed.  The Option to Build alternative may be pursued by the Interconnection 
Customer for the completion of the Attachment Facilities or the Network Upgrades, or both, 
depending on the circumstances.   

Attachment Facilities 

Attachment Facilities include all of the local transmission system activities required to 
connect the Customer Facility to the transmission system.  Attachment Facilities may 
typically include facilities for radial connections to transmission systems such as overhead 
transmission line work to point(s) of interconnection, protection and controls, and metering 
activities required to support the Customer Facility interconnection. 

The Attachment Facilities Activities are required to be completed in order for the project to 
achieve the milestone of Stage 1 Energization as defined by the PJM Tariff Att. P, App.2, 
Sect. 3.9A.  This is the milestone in which the generator is interconnected with the 
transmission system and backfeed power is available to the Customer Facility for testing 
and commissioning. 

¶ Real Estate, Siting, and Permitting ï Represents milestones for siting of facilities; 
acquisition of critical land use, environmental, state and local permits, and 
acquisition of real estate/right of way. 

¶ Detailed Design ï Includes completion of Attachment Facilities engineering and 
detailed design activities that were not completed in the Facilities Study Phase. 

¶ Major Material / Equipment Delivery ï Activity(s) that represent the duration of the 
procurement, fabrication and delivery for major equipment and material associated 
with the Attachment Facilities. 

¶ Construction and Testing Work ï Activity(s) that represent the duration of the major 
construction and testing tasks related to the Attachment Facilities.  This would 
include all pre-outage construction and testing activities; however, interim outages 
may be required in some cases. 
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¶ Interconnection (Stage 1) Energization ï Reflects the transmission outages required 
for performing final connections and testing activities, and represents the milestone 
of completing the interconnection of the Generator Facilities to the transmission 
system. 

Network Upgrades 

Network Upgrades and their cost allocation methodologies are discussed in greater detail in 
PJM Manual M-14B, but they are defined as new or upgraded facilities required primarily to 
eliminate reliability criteria violations caused by proposed generation, merchant 
transmission or long term firm transmission service requests, but can also include certain 
direct connection facilities required to interconnect proposed generation projects.  Network 
Upgrades are identified on the basis of load flow, short circuit, deliverability and stability 
analysis as part of the RTEP process, and can include breaker replacements or upgrades, 
new transformers or other substation equipment.  Network Upgrades can also include 
construction of new transmission lines, reconductoring of transmission lines between 
substations, and interconnection switchyards. 

The OATT defines two types of Network Upgrades for the purpose of establishing financial 
security requirements: 

¶ Direct Connection Network Upgrades are Network Upgrades which only serve the 
Customer Interconnection facility and have no impact on the Transmission System 
until the final tie-in is complete. 

¶ Non-Direct Connection Network Upgrades are parallel flow Network Upgrades that 
are not Direct Connection Network Upgrades. 

Similarly, for jurisdictional generation interconnections to a Transmission Owner distribution 
system, the OATT differentiates between Direct Connection Local Upgrades and Non-Direct 
Connection Local Upgrades.   

For any given project there may be no Network Upgrades or there may be a large number of 
Network Upgrades required.  PJM determines the required completion dates for Network 
Upgrades in accordance with Interconnection Customer commercial operation milestones 
and with the RTEP analysis of Baseline and System Upgrades.  PJM is interested in 
tracking each the following major activities for all Network Upgrades associated with a 
generation project. 

¶ Real Estate, Siting, and Permitting ï Represents milestones for siting of facilities; 
acquisition of critical land use, environmental, state and local permits, and 
acquisition of real estate/right of way. 

¶ Detailed Design - Includes completion of Network Upgrade engineering and detailed 
design activities that were not completed in the Facilities Study Phase. 

¶ Major Material / Equipment Delivery - Activity(s) that represent the duration of the 
procurement, fabrication and delivery for major equipment and material associated 
with the Network Upgrades. 

¶ Construction and Testing Work - Activity(s) that represent the duration of the major 
construction and testing tasks related to the Network Upgrades.  This would include 
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all pre-outage construction and testing activities; however, interim outages may be 
required in some cases. 

¶ Network Upgrade Complete ï Represents the milestone of completing the 
respective Network Upgrades. PJM determines the required completion dates for 
Network Upgrades in accordance with Interconnection Customer commercial 
operation milestones and the RTEP analysis of Baseline and System Upgrades. 

Baseline Upgrades and Transmission Owner Identified Upgrades 

The PJM RTEP identifies baseline reliability upgrades and Transmission Owner identified 
(TOI) upgrades that are defined as follows: 

Baseline Upgrades are PJM upgrades primarily required to eliminate base-case reliability 
criteria violations but can also be driven by other factors such as economic drivers, 
or probabilistic spare transformer requirements.  

Transmission Owner Initiated upgrades are projects originated by the Transmission Owner 
that are not driven by an applicable PJM criteria, and are used as inputs to the RTEP 
models.   

PJM Power System Coordination Department tracks completion of milestones for baseline 
upgrades and TOIs that have been identified in the RTEP and approved by the PJM Board 
of Managers. 

Customer Facilities 

PJM acknowledges that there is a broad range of information related to the construction of 
specific generator facilities.  However, the following major milestone activities are common 
and applicable to most Customer Facility construction projects: 

¶ Engineering and Design ï Engineering and Design activities related to the 
Generator Facility Construction. 

¶ Major Permits ï Represents milestones for acquisition of critical land use, air, water 
and operating permits. 

¶ Major Equipment / Material Delivery ï Represents milestones for the delivery of 
major critical path equipment and material (i.e. CTGôs, STGôs, major piping, etc.) 

¶ Major Sitework ï Site preparation for Customer Facility. 

¶ Major Foundation Work ï Includes all major foundation work applicable to the 
generator facility construction. 

¶ Interconnection Switchyard Construction ï Includes construction activities related to 
the interconnection switchyard, constructed by either the Interconnection Customer 
or the Transmission Owner. 

¶ Generator Leads Construction - Includes the construction activities related to the 
generator leads from the plant switchyard to the interconnection point. 

¶ Interconnection (Stage 1) Energization ï Reflects the transmission outages required 
for performing final connections and testing activities, and represents the milestone 
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of completing the interconnection of the Customer Facilities to the transmission 
system. 

¶ Unit Construction ï Includes the erection of all major Customer Facility Equipment, 
including Combustion Turbines (1, 2, etc.), HRSGs, Steam Turbines, etc. 

¶ Other Facility Construction ï Other major critical path Customer Facility 
Construction activities, including piping, gas and water connections. 

¶ Unit Commissioning ï Represents the commissioning period for each unit (1, 2, 
etc.), from commissioning testing to first fire (injection of test energy), through final 
unit synchronization. 

¶ Injection of Test Energy - Subset of Unit Commissioning, but an important milestone 
for PJM System Operations in the analysis and scheduling of load flows. 

¶ Stage 2 Energization ï Capacity Status Granted ï Commercial Operation target 
milestone for each unit (1, 2, etc.). 

Generator Markets and Operations 

The Generator Markets and Operations section of the Interconnection Service Agreement / 
Interconnection Construction Service Agreement (ISA / ICSA) Implementation Phase WBS 
includes the integration of the Transmission Owner Facilities and the Customer Facility 
Construction with the applicable PJM internal organizations that need to be engaged in 
order to achieve all of the requirements prior to commercial operation of the generating 
facility.  These requirements are reviewed in greater detail in PJM Manual M-14D, but are 
summarized below: 

Control Center Integration 

¶ Includes all of the required generator facility control center coordination activities, 
including computer systems, facilities requirements, control center communications 
requirements, control center staffing requirements. 

Voice Communication 

¶ Includes the integration and coordination of generating facility voice, 
communications and dispatch operational requirements. 

Data Exchange & Metering 

¶ Energy Management System (EMS) modeling, communication and data exchange. 

¶ PJM Net installation process. 

¶ SCADA requirements. 

¶ Customer metering and communication devices. 

¶ Revenue Metering 

¶ Real time telemetry metering 

¶ PJM Testing (verification of data exchange, on-line communication). 
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Participation in PJM Markets 

¶ Coordination of marketing options. 

¶ Reliability Pricing Model (RPM) integration. 

¶ Renewable Energy Credits coordination [ie. Generator Attribute Tracking System 
(GATS) integration]. 

¶ Ancillary services. 

¶ eTools set-up and implementation. 

¶ Granting of capacity status to generating facility. 

Pre-Operational Requirements 

¶ Data exchange testing. 

¶ Training of Interconnection Customer personnel. 

¶ System Operations coordination 

¶ Outage Coordination. 

¶ Test energy injection scheduling. 

¶ Commercial Operation. 

¶ Coordination with PJM Dispatch. 

Customer Operations 

¶ Dispatching of generation. 

¶ Interconnection Customer switching requirements. 

¶ Interconnection Customer relaying requirements. 

¶ Interconnection Customer information and reporting requirements. 

¶ Synchronization and disconnection procedures. 
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ISA/ICSA Implementation Phase Team Role Clarity 

The ISA / ICSA Implementation Phase Work Breakdown Structure (WBS) defines the major 
activities and deliverables in the ISA / ICSA Implementation Phase.  PJM believes that one 
of the keys to effectively achieving the respective project goals and milestones is through 
clearly defined roles between all parties throughout the ISA / ICSA Implementation Phase. 

Exhibit 2 is the Generator Interconnection Process Implementation Team Role Clarity 
Diagram.  The focus of this manual is the ISA / ICSA Implementation Phase and the 
diagram is accordingly labeled M-14C (at the bottom of Exhibit 2). 
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Exhibit 2: Interconnection Process Team Role Clarity Diagram   
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For the ISA / ICSA Implementation Phase, the PJM Interconnection Coordination Project 
Coordinator (IC Project Coordinator) assumes the responsibility to ensure that all of the 
activities, deliverables and milestones on the ISA / ICSA Implementation Phase WBS are 
achieved through the facilitation of all of an inter-organizational team consisting of PJM, 
Transmission Owner, and Interconnection Customer personnel.  A critical point in the 
success of this role clarity model is the understanding of all team members that the PJM IC 
Project Coordinator is not necessarily the party actually achieving the deliverables (i.e. 
performing the work), but the PJM IC Project Coordinator is the project progress monitor, the 
coordinator of key activities, and the facilitator between the appropriate parties on the ISA / 
ICSA Implementation Phase team.  Simply put, the PJM IC Project Coordinator serves as 
the single point of contact who solicits the support of the respective team members in order 
to effectively facilitate the resolution of issues and coordination of the activities that are 
critical to meeting the project milestones.   

In order to manage these responsibilities across the entire PJM footprint, the PJM IC Project 
Coordinator also has the support of a PJM project team as detailed in Exhibit 2.  Each 
Transmission Owner territory has been assigned a respective IC Project Coordinator for 
coordination of generator interconnection projects within that TO territory.  

The key responsibilities that the PJM IC Project Coordinator implements with the support of 
the abovementioned project team are the following: 

¶ Facilitate the resolution of scope and technical issues. 

¶ Coordination and facilitation of project meetings; establishment of method for follow-
up documentation. 

¶ Project Controls ï i.e. Project Milestone Tracking, Cost Tracking. 

¶ Facilitation of Billing process between PJM Finance, Transmission Owners and 
Interconnection Customers.  

¶ Coordination with PJM Internal Groups; Project integration required prior to 
Customer Facility Commercial Operation. 

o System Operations 

o PJM Net / SCADA Installation 

o EMS Modeling 

o Voice Communications 

o Member Services - Client Managers 

o Member Services - Training 

o Market Settlements 

o Real Time Telemetry  / Revenue Metering 

o eTools Set-up and Implementation 

¶ Facilitating the resolution of Contractual / Tariff Issues, project conflicts, dispute 
resolution. 



 Manual 14c: Generation and Transmission Interconnection Facility Construction 
Section 1: Interconnection Service Agreement / Interconnection Construction Service Agreement 

ISA / CSA) Implementation Phase Management 

 

PJM © 2011  
Revision 06, Effective Date: 10/07/2011 

15 

¶ Performs periodic construction site reviews of Transmission Owner Facilities and 
Customer Facility Construction sites to assess status of construction and facilitate 
applicable project issues. 

¶ Project Communication ï External and PJM Internal communication. 

The following is a brief description of the roles outlined on the ISA / ICSA Implementation 
Phase section of the Role Clarity Diagram, along with the type of key interface activities the 
primary parties would typically coordinate with respect to the project implementation phase. . 

PJM Interconnection Planning Project Manager: 

¶ Processes interconnection requests, and interfaces directly with the Transmission 
Owner and Interconnection Customer technical teams as required to issue the 
Feasibility, Impact and Facilities Studies as required. 

¶ Issues appropriate agreements, and ensures that the agreements are executed 
within the timeframes established in the OATT (ie. study agreements, ISA/Interim 
ISA/ICSA/WMPA/UCSA). 

¶ Provides direction to team on cost allocation issues and scope revisions due to 
RTEP Plan re-tooling if applicable. 

¶ Issues amended Impact Studies, Facilities Studies, and ISAs/CSAs if required. 

¶ Facilitates resolution of study phase Transmission Owner billing issues between 
PJM Finance, TO, and Interconnection Customer. 

PJM Generation Analysis Engineer(s): 

¶ Provides support for PJM Interconnection Planning Project Manager. 

PJM Interconnection Coordination (IC) Project Coordinator: 

¶ Provides support to the PJM team from the ISA/Interim ISA/ICSA/WMPA execution 
phase through commercial operation of the Customer Facility. 

¶ Represents PJM Interconnection Coordination in project status meetings and 
conference calls for all applicable Transmission Owner and Customer Facility 
activities. 

¶ Performs site visits as appropriate (see ñProject Site Reviewsò section) for TO and 
Customer Facility construction. 

¶ Reviews monthly updates from the TO and Interconnection Customers for status of 
Baseline Upgrades, Attachment Facilities, Network Upgrades, TOIs, and 
Interconnection Customer facilities. 

¶ Reviews all TO invoices, including quarterly cost reconciliations, and facilitates the 
resolution of any billing issues. 

¶ Facilitates the ISA/ICSA Scope Change Process as appropriate (See ñISA/ICSA 
Scope Change Processò section). 

¶ Supports the integration of RTEP projects with PJM Operations and Markets 
Departments through outage coordination, model coordination and coordination of 
Markets interfaces. 
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Transmission Owner: 

¶ Interfaces regularly with PJM IC Project Coordinator on Transmission Owner 
Facilities Issues. 

¶ Provides PJM IC Project Coordinator with notice of critical project status meetings 
and/or conference calls and includes PJM IC Project Coordinator in these meetings 
as required. 

¶ Provides monthly updates on schedule and costs to PJM IC Project Coordinator for 
the following (see Section 2 for level of detail): 

o Baseline Upgrades 

o Attachment Facilities 

o Network Upgrades 

o Transmission Owner Identified Upgrades 

Interconnection Customer: 

¶ Provides PJM IC Project Coordinator with monthly project status reports indicating 
status of major milestones and highlighting any other significant project issues / 
concerns. 

¶ Provides PJM IC Project Coordinator with updated contact information for Customer 
Facility Construction Manager and Plant Manager roles in order to support 
appropriate interfaces. 

¶ Provides PJM IC Project Coordinator with notice of critical project status meetings 
and/or conference calls and includes PJM I IC Project Coordinator in these 
meetings as required. 

PJM Finance: 

¶ PJM IC Project Coordinator facilitates resolution of Interconnection Customer 
deposit and Letter of Credit issues with PJM Finance and Interconnection 
Customers. 

¶ PJM IC Project Coordinator facilitates resolution of Transmission Owner billing 
issues between PJM Finance, TO, and Interconnection Customer. 

¶ PJM IC Project Coordinator facilitates final ISA cost reconciliation between 
Interconnection Customer and respective TOôs. 

PJM Transmission & Interconnection Planning Administration: 

¶ Provides administrative support for PJM IP Project Manager and PJM IC Project 
Coordinator. 

PJM Legal Support: 

¶ PJM IP Project Manager and PJM IC Project Coordinator solicit legal consulting 
from PJM Legal as required for contractual, tariff interpretation of dispute resolution 
issues. 
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PJM Internal Coordination (Refer to PJM Manual M-14D for details): 

¶ Operations Planning 

o Coordination of Customer Facility naming convention issues, and system 
modeling, and outage planning. 

¶ System Operations 

o Long range and detailed outage coordination related to interconnection 
energization, network upgrades, and Customer Facility commercial operation. 

¶ PJM Net 

o Coordination of installation and testing activities for data link via PJM Net 
telecommunications or alternate PJM approved method.  

¶ EMS Model 

o Coordination of Energy Management System (EMS) modeling, database 
development and testing (required minimum 6 months prior to COD). 

¶ Member Services ï Client Manager 

o PJM IC Project Coordinator works with PJM Member Services Client Manager to 
ensure that all commercial agreements are in place with the Interconnection 
Customer and all the appropriate PJM internal coordination is performed at 
required prior to commercial operation. 

¶ Member Services - Training 

o PJM IC Project Coordinator works with PJM Member Services Training contact 
to identify specific training requirements with Interconnection Customer.  Informs 
Interconnection Customer of available training curriculum or coordinates the 
need for customized training with PJM Training Department personnel. 

¶ Market Settlements 

o Coordination of Market Settlements approval of Interconnection Customer 
revenue business plan, and set-up / implementation of appropriate e-Tool 
accounts. 

¶ Metering & Communications 

o Coordination of Metering Plan, PJM membership, application for e-Tool 
accounts, definition of real time data exchange points list, agreement on 
commercial naming for units, and installation of revenue and real time telemetry 
metering at the Customer Facility. 

¶ Capacity Adequacy 

o Coordination of the System Planning generation capacity studies with regular 
updates of Interconnection Customer in-service dates. 
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Section 2: Interconnection Coordination Project Controls 

Welcome to the Interconnection Coordination Project Controls section of the PJM Manual 
for Generation and Transmission Interconnection Facility Construction.  In this section 
you will find details related to the Project Controls utilized by the ISA/ICSA Implementation 
Phase Team. 

Overview 

PJM believes that, in addition to an understanding of the ISA / ICSA Implementation Phase 
WBS and role clarity, another key contributing factor in the achievement of the goals of the 
ISA / ICSA Implementation Phase is the effective use of project controls.  This section of 
Manual M-14C provides details about the project controls concepts and tools that PJM, in 
the spirit of the PJM Tariff, will use to facilitate the completion of the ISA / ICSA 
Implementation Phase. 

The following items are reviewed in this section: 

¶ Schedules / Milestone Tracking 

¶ Cost Tracking 

¶ Transmission Owner and Interconnection Customer Billing Process 

¶ Scope Change Process 

¶ Project Meetings 

¶ Project Site Reviews 

¶ Outage Coordination 

¶ Project Communication 

¶ Project Reporting & Documentation 

¶ Generator As-Built Data 

¶ Dispute Resolution 

¶ Project Closeout 

Schedules / Milestone Tracking 

With a large portfolio of RTEP projects to coordinate, the accurate tracking of schedule 
milestones for both Transmission Owner (TO) facilities and Customer Facility construction 
milestones is critical for PJM to successfully coordinate not only the timely achievement of 
Interconnection Customer project goals, but also to effectively coordinate the entire RTEP.  
PJM tracks schedule milestones for TO Attachment Facilities and Network Upgrades for 
generation and merchant transmission projects, TO baseline upgrades and TO identified 
upgrades, as well as Customer Facility Construction Milestones.  The RTEP is a dynamic 
system, and therefore PJM must rely on the support of Transmission Owners and 
Interconnection Customer to supply on a regular basis accurate schedule updates for PJM 
to integrate into the RTEP databases.  The minimum schedule information required by PJM 
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to be provided on a monthly basis from Transmission Owners and Interconnection Customer 
is as follows: 

Transmission Owner Milestone Tracking: 

¶ Attachment Facilities 

o PJM Required Completion Date 

o Current Projected Completion Date 

o Actual Completion Date 

o Current % Complete 

¶ Network Upgrades (or Local Upgrades) 

o PJM Required Completion Date 

o Current Projected Completion Date 

o Actual Completion Date 

o Current % Complete 

¶ Baseline Upgrades: 

o PJM Required Completion Date 

o Current Projected Completion Date 

o Actual Completion Date 

o Current % Complete 

¶ Transmission Owner Identified Upgrades 

o PJM Required Completion Date (if applicable) 

o Current Projected Completion Date 

o Actual Completion Date 

o Current % Complete 

PJM provides a standard Transmission Owner milestone update list for Transmission 
Owners to supply the above information:   

¶ TO System Upgrades Milestone List  

o Provided to Transmission Owners on a regular basis for TOs to provide updates. 

o Includes a sorting by Transmission Owner from the master RTEP System 
Upgrade spreadsheet for all of the system upgrades related to each respective 
Transmission Owner. 

o Includes both Baseline Upgrades, Network Upgrades, and TO Identified 
Upgrades (by PJM Upgrade Number) related to Interconnection Customer 
Projects. 

¶ TO Attachment Facilities 
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o For TO Attachment Facilities related to queued projects, PJM uses input from 
routine project status meetings and communications with TOs and 
Interconnection Customers to update the PJM database accordingly. 

o PJM will apply particular focus on Stage 1 Energization (ie. backfeed power) 
target date, since this date is critical for integration of the projects into PJM 
Markets and Operations. 

By setting up the Transmission Owner milestone information in this manner, PJMôs intent is 
to provide a convenient and standardized method for Transmission Owners to provide this 
data on a monthly basis so that PJM can update its databases and perform any required 
analysis and linkage to the Generator Facility Construction Milestone information received 
from the Interconnection Customers.  In addition, per the FERC Market Efficiency Order, 
PJM has established an RTEP transmission project website with updates based on 
milestone updates submitted by TOôs.  Therefore, Transmission Owners should use the 
following standardized guidelines for assigning percent complete information to PJM: 

Engineering and Planning (EP) Status:  0% - 25% (includes engineering, detailed design, 
material procurement, resource planning) 

Under Construction (UC) Status:  26% - 100% 

26% - 90% - Construction Activities 

91% - 100% - Testing and Inspection 

Note: Network Upgrades related to queued projects that have been suspended are typically 
designated with the status: ñOn Hold.ò 

Customer Facility Construction Milestone Tracking: 

OATT Attachment P Section 3.7 requires that each constructing entity issue status reports 
on a monthly basis regarding the status of construction of Interconnection Facilities.  PJM 
acknowledges that most Customer Facility Construction schedules are unique to the 
respective projects and there is a broad range of information that can be provided.  Routine 
schedule milestone updates are required to be provided to PJM from Interconnection 
Customers in their own preferred customized format (i.e. Microsoft Project, P3, Excel 
spreadsheet, etc.).  PJM is interested in summary level schedule updates from 
Interconnection Customers, but at a minimum, PJM requires the following milestone 
information (Start Date / Completion Date Targets with current individual summary activity % 
complete and overall % complete) to be provided in the Interconnection Customersô  
monthly updates: 

¶ Engineering and Design 

¶ Major Equipment / Material Delivery 

¶ Major Sitework 

¶ Major Foundation Work 

¶ Interconnection Switchyard Construction 

¶ Generator or transmission interconnection leads Construction 

¶ Interconnection (Stage 1) Energization 
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¶ Unit Construction ï Includes the erection of all major Generating Facility Equipment, 
including Combustion Turbines (1, 2, etc.), Steam Turbine Generators, etc. 

¶ Other Facility Construction ï Other major critical path Generating Facility 
Construction activities, including piping, gas and water connections. 

¶ Unit Commissioning ï Represents the commissioning period for each unit (1, 2, 
etc.), from commissioning testing to first fire (injection of test energy), through final 
unit synchronization. 

¶ Injection of Test Energy  

¶ Stage 2 Energization ï Commercial Operation (for capacity status or energy only) 
target milestone for each unit (1, 2, etc.). 

Cost Tracking 

Tracking of current estimated costs for Transmission Owner Attachment Facilities and 
System Upgrade activities is also critical for PJMôs facilitation of the RTEP Plan.  It is 
important for PJM (and the Interconnection Customers) to be made aware of any major 
changes in the current estimated costs at completion for Attachment Facilities activities 
during the course of the life cycle of these activities - in a timely manner, rather than after 
the work is complete.  It is also important for PJM to be provided with regular cost projection 
updates on both Baseline Upgrades and Network Upgrades related to Interconnection 
Customer projects for the purpose of ensuring that Interconnection Customers are informed 
of any significant cost overrun issues related to Network Upgrades, and also for PJM to 
have the most accurate cost data for use in the overall cost allocation process for the RTEP 
Plan and, more specifically, for Network Upgrades. 

The RTEP Plan is a dynamic system, and therefore PJM must rely on the support of 
Transmission Owners and Interconnection Customers to supply on a regular basis accurate 
cost estimate projection updates for PJM to integrate into the RTEP Plan databases.  The 
minimum cost estimate projection information required by PJM to be provided on a routine 
basis from Transmission Owners is as follows: 

Transmission Owner Cost Estimate Projection Tracking: 

¶ Baseline Upgrades: 

o Current Projected Cost at Completion 

¶ Interconnection Customer Projects: 

o Attachment Facilities 

ü Current Projected Cost at Completion 

o Network Upgrades 

ü Current Projected Cost at Completion 

¶ Transmission Owner Identified Upgrades 

o Current Projected Cost at Completion 

Transmission Owners should use the same TO upgrade spreadsheets provided by PJM for 
schedule milestones to provide the baseline upgrade and TOI cost updates.  Network 
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upgrade cost information is included on the spreadsheets, but must be in alignment with the 
PJM Scope Change process for any cost revisions.  Likewise, Attachment Facilities cost 
updates may be provided in conjunction with regular project status meetings, and should 
also be in alignment with the PJM Scope Change Process for revisions.  

Transmission Owners should note that the cost projections provided should include 
Contributions in Aid of Construction (CIAC tax gross-up) amounts, only if applicable.  In 
other words, if an Interconnection Customer has successfully pursued the Private Letter 
Ruling process and tax gross-up amounts are not being billed to the Interconnection 
Customer (via PJM) and collected, then tax gross-up amounts should not be included in 
these cost estimate projections.  If tax gross-up amounts are being billed and collected by 
the Transmission Owner, then the cost estimate projections should include tax gross-up 
amounts.  This guideline will increase the accuracy of PJMôs databases since actual billing 
amounts will be utilized. 

PJM Billing Process 

Transmission Owner Billing Guidelines: 

In order to establish clarity and ensure compliance with the billing requirements in FERC 
Order 2003, PJM has implemented a system of standardized Transmission Owner invoice 
forms.  These TO standard invoice forms are included in this manual in Attachment A 
ñTransmission Owner Standard Invoice Formsò.  It should be noted that while the focus of 
this manual is the ISA/ICSA phase of the interconnection process, for continuity purposes, 
Attachment A includes TO standard invoice forms for all phases of the interconnection 
process. 

PJM is requiring that Transmission Owners provide billing support information on these 
uniform invoice forms for all the study phases and the ISA/ICSA phase to maintain accuracy 
within PJM Finance and also support the accounting needs of the Interconnection 
Customers.   Continuity in Transmission Owner invoicing information will assist in the timely 
processing and payment of invoices, and minimize the volume of information requests 
related to invoices by PJM to the Transmission Owners. 

The following guidelines are provided for Transmission Owner billing to PJM: 

¶ Feasibility and Impact Study phase invoices: 

o Transmission Owners are required to provide an invoice for actual costs to 
perform the study work (without a detailed cost breakdown).   

o Final invoice: 

ü TO is required to provide final invoice within 90 days after completion of the 
Feasibility Study or Impact Study work. 

ü TO to mark the final invoice as ñFinalò. 

¶ Facilities Study phase invoicing 

o TO is required to provide an invoice to PJM on a quarterly basis for work to be 
performed in the next subsequent quarter.  This is necessary for PJM to provide 
the advanced quarterly billing to the Interconnection Customer for Facilities 
Study work as required by Order 2003. 
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o Initial invoice is required to be submitted to PJM prior to the start of work. 

o Each invoice must include the original estimated cost (from Facilities Study 
Agreement) current invoiced amounts, previous amounts, cumulative amounts 
and total estimated amounts at completion. 

o Interconnection Customer may request in writing, at the time of the execution of 
the Facilities Study Agreement, a quarterly cost reconciliation.  (See ñQuarterly 
Cost Reconciliationò section below for further details). 

o TOs must submit quarterly invoices to PJM by the 25th of the month prior to the 
quarter reflected by the billing. 

o TO billing to be based on calendar quarter: 

ü For initial invoice, the invoice should include the projected costs for work to 
be completed during the remaining months of the current calendar quarter. 

ü The second invoice for the first full calendar quarter would then be submitted 
to PJM prior to the beginning of the next calendar quarter. 

o Final invoice: 

ü TO is required to provide final invoice within 120 days after completion of the 
Facilities Study work (OATT Attachment N-2). 

ü TO to mark the final invoice as ñFinalò. 

¶ ISA / ICSA phase invoicing: 

o TO is required to provide an invoice to PJM on a quarterly basis for work to be 
performed in the next subsequent quarter.  This is necessary for PJM to provide 
the advanced quarterly billing to the Interconnection Customer for cost 
responsibility for work to be performed on Attachment Facilities and Network 
Upgrades as required by Order 2003. 

o Interconnection Customer may request, at the time of the execution of the 
Interconnection Study Agreement (ISA), a quarterly cost reconciliation (See 
ñQuarterly Cost Reconciliationò section below for further details). 

o TOs are required to submit a completed form for each Attachment Facility item 
(Queue #) and each respective Network Upgrade (Network Upgrade #) as back-
up documentation to respective Transmission Owner invoice cover sheets.   

o Initial invoice should be submitted to PJM prior to the start of work.  

ü Upon execution of the ICSA (or Interim ISA), TO should evaluate and update 
any cash flow provided at the time of agreement execution.  This cash flow 
can be reviewed with the project team at the construction kickoff meeting.  
Subsequent quarterly invoicing should follow the projected cash flow, and 
adjustments to the project cash flow can be made during the course of the 
project, if appropriate and agreed to by all parties, and documented in 
project status meeting documentation. 

ü TOôs that do not submit invoice prior to the start of work are at risk of 
creating an imbalance with respect to security collected for the project. 
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o In order for PJM to efficiently process generator invoices by the 5th of the next 
month, TOs should submit quarterly invoices to PJM by the 25th of the month 
prior to the quarter reflected by the billing.  PJM cannot guarantee that billing will 
be included in next generator invoicing cycle (5th business day of the next 
month) if invoices are not received by the above date. 

o TO billing to be based on calendar quarter: 

ü For initial invoice, the invoice should include the projected costs for work to 
be completed during the remaining months of the current calendar quarter. 

ü The second invoice for the first full calendar quarter would then be submitted 
to PJM prior to the beginning of the next calendar quarter. 

o TOs should provide a quarterly billing form each quarter during the entire 
duration of the construction work.  If there are particular quarters where there 
are no projected costs, the following guidelines should apply: 

ü TOs should submit a quarterly billing invoice form (PJM TO Standard Invoice 
Form F) only if there is a change in the ñEstimated Cost at Completionò 
amounts (TO invoice cover sheet not required in this case). 

ü If project is under suspension, a quarterly billing invoice form is not required. 

o For ISA/ICSA phase invoicing, PJM requires the Transmission Owner to provide 
the following cost information (note: costs are TO committed costs): 

ü Major Equipment / Material Costs 

ü TO Labor Costs 

ü Outside Services / Subcontractor Costs 

ü Miscellaneous Costs (ie. easement or right-of-way fees, permits, etc.) 

ü CIAC Tax Gross-up costs (if applicable) 

ü The above cost breakdown information is required for current invoiced 
amounts, previous amounts, cumulative amounts and total estimated 
amounts at completion for each specific queue (Attachment Facilities) and/or 
Network Upgrade activity.  Also required is a listing of original estimated cost 
per upgrade queue.  The original estimated cost per upgrade / queue should 
be the original total, unallocated cost for that specific queue (Attachment 
Facilities cost) or Network Upgrade.  The revised cost per upgrade / queue 
should be the current approved cost as reflected by any scope changes 
documented through the ISA/CSA Scope Change Process. 

o Final invoice (ISA/ICSA phase): 

ü TO is required to provide final invoice to PJM within 120 days after 
completion of any Attachment Facilities or Network/ Local Upgrades 
performed under the Interconnection Construction Service Agreement per 
OATT Att. P, App. 2, Sect. 9.3.   

ü Acknowledging the various scenarios for the timing of completion of 
Attachment Facilities or Network Upgrades, completion of Interconnection 
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Facilities / Merchant Network Upgrades is generally considered to be in 
alignment with the following guidelines: 

- Attachment Facilities - completion date is the date of Stage One 
Energization of Attachment Facilities in accordance with OATT Att. P, 
App. 2, Sect. 3.9.1.     

- Network Upgrades ï completion date is the date of Stage Two 
Energization of Interconnection Facilities in accordance with OATT Att. 
P, App. 2, Sect. 3.9.3. 

ü PJM will provide final determination of timing for sequencing of final invoice 
for TO facilities in cases where there are sequencing questions related to 
network upgrades completion with respect to Attachment Facilities 
completion (ie. large gaps in time) 

ü TO to mark the final invoice as ñFinalò (see Project Cost Reconciliation 
Section). 

Please refer to Attachment A ñTransmission Owner Standard Invoice Formsò for the 
complete set of Transmission Owner standard invoice forms.  TOs should consult with their 
respective PJM IPProject Manager, or IC Project Coordinator to address any concerns 
about the correct form to use, components of the forms, or clarification of final invoice timing 
requirements.  

¶ Adjustments to Security during Construction: 

o PJM IC Project Coordinator will make adjustments to security and balance 
amounts retained as appropriate through the course of construction in 
accordance with OATT provisions. 

¶ Quarterly Cost Reconciliation: 

o Per the PJM OATT, an Interconnection Customer may request, at the time of the 
execution of the Facilities Study Agreement (FSA) or Interconnection Study 
Agreement (ISA), a quarterly cost reconciliation.  

o Initiation of quarterly cost reconciliation: 

ü Facilities Study:  Interconnection Customer provides a written request for 
quarterly cost reconciliation at the time of execution of the Facilities Study 
Agreement (OATT 206.4.1.1 and Attachment N-2). 

ü ISA/ICSA phase: Interconnection Customer initiates the quarterly cost 
reconciliation by selecting this option as part of execution of the ISA (OATT 
Attachment O). 

o The quarterly cost reconciliation, if requested, would be done at a maximum 
frequency of one quarter in arrears (ie. the third quarterly invoice would provide 
the reconciliation for the first quarter).   

o Attachment A includes an example of a how the quarterly cost reconciliation 
cells on the TO Standard Invoice Form F could be filled out for a typical project 
with construction work billed on an advanced quarterly basis. 
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Interconnection Customer Billing / Statements: 

The billing format and sequencing outlined in the previous section (Transmission Owner 
Billing Guidelines) enables PJM to provide the advanced quarterly billing to the 
Interconnection Customer for cost responsibility for work to be performed on Attachment 
Facilities and Network Upgrades as required by the OATT. 

¶ Interconnection Customer Billing: 

o On the 5th business day of each month, PJM sends invoices via email only for 
shortfalls in accounts to Interconnection Customers for any projects that are less 
than 10 MW or have an active Feasibility Study, Impact Study, Facilities Study, 
or ISA/ICSA Implementation Phase. 

o The Interconnection Customer invoices consist of the following components: 

ü Email message stating the purpose and content of the email. 

ü PJM Invoice Attachment. 

ü SAP Summary Report Attachment. 

ü SAP Current Activity from Previous Billing Report ï Line Item Report 
Attachment. 

ü A separate email is sent for copies of Transmission Owner Invoices. 

o Per the PJM OATT, Interconnection Customer is required to pay invoiced 
amounts within 20 calendar days of receipt of invoice.   

ü Failure by Interconnection Customer to make a timely payment of an invoice 
can lead to termination of the Interconnection Request.  Breach, Cure, and 
Default procedures are outlined in OATT Att. P, App. 2, Sect. 13. 

ü OATT requires that in the event an Interconnection Customer chooses to 
dispute all or portions of an invoice, the Generator is required to provide 
payment in full to PJM.  PJM will hold the disputed amount in an escrow-type 
account until the disputed issue is resolved through the dispute resolution 
procedures or other means. 

o Interconnection Customer Monthly Statements: 

ü On the 15th business day of each month, PJM sends a statement via email 
to all Interconnection Customers for projects that have either an active study 
phase or ISA phase.   

ü The Interconnection Customer monthly statements consist of the following 
components: 

- Email message stating the purpose and content of the email. 

- SAP Summary Report by Phase Attachment. 

- SAP Line Item Detail Report (Project Total History) Attachment. 

Project Cost Reconciliation Process 

¶ PJM performs a cost reconciliation at the end of the ISA/ICSA phase of 
Interconnection Customer projects.   As the middle party controlling the transfer of 
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funds between the Interconnection Customer and the Transmission Owner, PJM 
assumes the lead role in the cost reconciliation process.   

¶ Tools used by PJM to facilitate the cost reconciliation process are PJM SAP 
Reports, Interconnection Customer and Transmission Owner invoice logs and cost 
reports, and PJM-created project actual cost reconciliation summaries, which 
include the final cost allocation amounts for network upgrades. 

¶ Responsibilities of the parties: 

o Transmission Owner: 

ü Timely billing and cost tracking during the study phases and ISA/ICSA 
phase. 

ü Effective Scope Change Process usage. 

ü Adequate completion of TO Standard Invoice Forms. 

ü Timely submission of final invoice (for each phase). 

ü Submittal of reconciliation of actual costs versus invoiced costs with final 
invoice, using cost breakdown provided in TO Standard Invoice Form F. 

o Interconnection Customer: 

ü Communication with PJM and TO on cost tracking for Attachment Facilities 
and Network Upgrades throughout duration of construction. 

ü Support of Scope Change Process if applicable. 

ü Timely payment of PJM invoices. 

ü Maintain Interconnection invoice log to compare to PJM statements. 

o PJM: 

ü Facilitation of billing and cost tracking issues throughout interconnection 
process. 

ü Provide invoices as required and monthly statements to Interconnection 
Customer throughout interconnection process. 

ü Effective follow-up with Interconnection Customers on payment of invoices 
within 20 days; Breach, Cure and Default procedures are outlined in OATT 
Att. P, App. 2, Sect. 13. 

ü Effective Scope Change Process facilitation. 

ü Generate project actual cost summaries as needed. 

ü Reconcile and adjust Interconnection Customer and TO account balances by 
phase. 

ü Reconcile final account balances between Interconnection Customer and 
Transmission Owner. 

ü Facilitate completion of financial closeout documentation. 
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ISA / ICSA Scope Change Process 

Description: 

PJM has developed and implemented a scope change process to be utilized during the 
ISA/ICSA phase of Interconnection Customer projects.  The intent of the Scope Change 
Process is to improve the administration of interconnection facilities construction, and to 
reduce the need for amendments to Interconnection Service Agreements (ISAs) and 
Interconnection Construction Service Agreements (ICSAs) that were previously required 
when significant changes in the scope, cost or schedule of interconnection facilities occurred 
due to circumstances that were unforeseen at the time of execution of the agreement(s).  
The ISA / ICSA Scope Change Process provides for a clear method of documentation of 
scope changes.  This results in Interconnection Customers being informed about scope 
changes in a timelier manner, increased communication between Transmission Owners, 
Interconnection Customers and PJM, and fewer disputed issues at the end of projects. 

The ISA / ICSA Scope Change Process was developed by PJM and its stakeholders 
(Interconnection Project Management Working Group) to mitigate the administrative 
challenges and disputes arising from changes in the project scope and/or schedule 
throughout the duration of detailed design and construction work for interconnection facilities 
(ie. Attachment Facilities or Network Upgrades).   

Many of the changes that normally occur on a typical interconnection facilities project are     
minor and they do not have a meaningful impact on the cost or scheduled completion of 
work,  However, if in the judgment of any party, the changes in the cost of required facilities 
or in the time required for their completion are sufficiently large to have a meaningful impact 
on the total cost or timing for completing the interconnection facilities, then the Scope 
Change Process is designed to be the appropriate instrument to document such changes. 

The ISA / ICSA Scope Change Process is applicable only to those projects with three-party 
ISAs and ICSAs.  In addition, the ISA / ICSA Scope Change Process only applies to 
previously defined impacts related to an interconnection project as defined in the ISA and 
ICSA.  If a particular scope change results in the requirement of a new network upgrade (i.e. 
a new impact not previously included in PJMôs interconnection studies and defined by the 
attachment facilities or network upgrade scope), then an amended ISA and ICSA would 
need to be executed, because there may be additional cost allocation responsibilities to 
other interconnection customers.   

Thus, the scope change process is applicable to any changes that affect the already-known 
attachment facilities and network upgrades of an Interconnection Customer project.  For 
example, the scope change process would apply in the case of a previously defined network 
upgrade that requires construction of a new segment of transmission line in the event that 
detailed design or initial excavations for the new transmission towers revealed unexpected 
subsurface conditions that required altering the foundation design, and thus the projected 
cost and/or schedule for completion of the tower foundations.  Another typical application of 
the scope change process would be the case where the TO has determined that due to a six 
month delay in the delivery of a circuit breaker that is required to complete a breaker 
replacement network upgrade, the in- service date for that particular network upgrade will be 
significantly delayed, and the revised completion date would be reflected in the scope 
change form. 



 Manual 14c: Generation and Transmission Interconnection Facility Construction 
Section 2: Interconnection Coordination Project Controls 

 

PJM © 2011  
Revision 06, Effective Date: 10/07/2011 

29 

The ISA / ICSA Scope Change Process is designed to have the flexibility to be initiated by 
either the Transmission Owner, Interconnection Customer, or PJM.  It is also linked to the 
Transmission Owner Standard Invoice Form by way of utilizing the ñEstimated Cost at 
Completionò column to trigger the appropriate dialogue between the TO, PJM and the 
Interconnection Customer that may result in the scope change process being initiated. 

¶ The following are typical situations for Interconnection Customer / Transmission 
Owner / PJM to initiate the ISA / ICSA Scope Change Process: 

o Transmission Owner: 

ü Significant cost overrun projected during ISA/ICSA implementation phase. 

ü Identification of additional scope not identified in the Facilities Study but 
identified later during detailed design. 

ü Delay in project milestone (i.e. Backfeed power energization or completion of 
a Network Upgrade). 

o Interconnection Customer: 

ü Delay of Commercial Operation Date (COD). 

ü Significant change in project scope resulting in major change to required 
Transmission Owner facilities. 

o PJM: 

ü Notification to Interconnection Customer about changes to network upgrade 
requirements due to retool analysis. 

ü Notification to Interconnection Customer to modify security amount or LOC 
expiration date. 

If an initiated scope change results in a significant cost increase, the ISA / ICSA Scope 
Change Process is used to identify any additional security amount required to be provided 
by the Interconnection Customer without having to execute an amended ISA.  Likewise, if an 
initiated scope change results in a schedule milestone change (i.e. foundation work 
complete, interconnection switchyard energized, etc.), then the ISA / ICSA Scope Change 
Process is used to identify the revised projected completion date. 

The scope change process provides for the customerôs acknowledgment, though not its 
approval, of each scope change affecting its project. In the event an Interconnection 
Customer objects to a proposed change in scope, PJM, as it does with respect to other 
construction-related issues consistent with OATT Att. O, App. 2, Sect. 1, will facilitate 
discussions between the Interconnection Customer and the relevant transmission owner to 
ensure that the Interconnection Customer is informed of the reasons and justification for the 
change.  

A customerôs refusal to acknowledge the scope change will not, however, preclude 
implementation of a change that PJM finds to be appropriate and reasonable. The 
Interconnection Customer will remain responsible, in accordance with the PJM Tariff, for the 
full cost of the required upgrades. Should the Interconnection Customer continue to dispute 
the appropriateness of a scope change and/or any increased costs related to it, it may 
invoke the PJM OATT dispute resolution procedures. 
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Please refer to Attachment B of this manual for the ISA / ICSA Scope Change Process flow 
diagram and ISA / ICSA Scope Change Form. 

Project Meetings 

In order for PJM to more effectively coordinate the ISA/ISA implementation phase of 
interconnection projects, Interconnection Customers and Transmission Owners should 
include PJM in regular project status meetings. 

PJM participation in regular project meetings provides the following benefits: 

¶ Better collaboration between the Interconnection Customer and Transmission 
Owners. 

¶ PJM can more proactively facilitate project integration with internal PJM 
organizations, and involve the appropriate PJM contacts at the right time. 

¶ Elevation of PJMôs awareness of project issues and status with respect to schedule 
milestones. 

¶ More efficient coordination of transmission system outages. 

Project Site Reviews 

PJM performs site visits on Interconnection Customer projects, as well as transmission 
system upgrade and reliability projects that are derived from the RTEP (Regional 
Transmission Expansion Plan) process.  The main reasons for performing these site visits 
are for coordination between new Interconnection Customer and the required transmission 
system upgrades, assisting the Interconnection Customer project in making a successful 
transition into PJMôs operations and markets by managing the variety of tasks behind the 
scenes within PJM (such as metering requirements, system model building and verification, 
outage coordination, and operational issues), and for verification of project status relative to 
the Regional Plan.    

PJM site reviews allow PJM to assess the status of Transmission Owner and/or Customer 
Facility Construction onsite.  Also a better working relationship with the Site Project Manager 
and Plant Manager can be developed to improve the level of coordination with PJM internal 
organizations. 

For Interconnection Customer projects, all applicable upgrades will be normally inspected 
during the construction and start-up phases.  This includes:  the generation facilities (power 
generation equipment), the attachment facilities (the electrical components necessary to 
interconnect the Customer Facility to the high-voltage system), and any network upgrades 
required (enhancements to the high-voltage system required as a result of the new 
Interconnection Customer project). 

Baseline upgrades (required transmission system upgrades which are a direct result of a 
study finding from PJM and become part of the RTEP) will normally be inspected during the 
construction phase to determine schedule adherence, and possibly after energization to 
verify the óas builtô with the PJM system model. 

Transmission Owner Identified (TOI) projects (which are projects the local transmission 
owner is completing for their own reason, and become part of the RTEP) will be inspected 
during construction or after completion.  PJM will ask for a schedule update during the 
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construction phase to ensure the project is progressing towards the completion date.  Once 
complete, a site inspection will be performed to verify the óas builtô with the PJM system 
model.       

When performing site visits, PJM will abide by all applicable safety rules including wearing of 
personal protective equipment such as hard hats, safety shoes, eye protection, and FR 
clothing (where required).  In addition, a hazard awareness briefing is recommended prior to 
the inspection to make everyone aware of the hazards at the site and the energization 
status of the equipment.  Special precautions and site specific items need to be discussed 
during this awareness briefing. 

The coordination between PJM and the site is usually handled through the PJM IC Project 
Coordinator assigned to that area and the siteôs local project / construction manager.  The 
objective is to establish communications early in the project and obtain regular updates.  
These updates are necessary to ensure the coordination of other activities related to this 
project, such as line outages, completion of other upgrades, and other critical scheduled 
activities.  Site visits can normally be conducted around other routine activities at the facility, 
such as regular status meetings, scheduling meetings, or site walkdowns. 

Typical items reviewed during a Customer Facility site visit include the milestones from the 
Interconnection Service Agreement (ISA) and Interconnection Construction Service 
Agreement (ICSA).  These milestones may include site work completion, equipment 
delivery, construction schedule and / or energization.  The objective is to make sure that 
particular project is progressing, giving the staff at PJM enough information to be able to 
coordinate other on-going activities related to that project, such as network upgrades, 
metering enhancements, and integration into operations.  Normally the site visit is 
accompanied by a site walkdown and review of applicable diagrams and schedules. 

For baseline and TOI upgrades, normally the one-line diagram is reviewed, outage 
scheduling and completion dates are discussed, and a site walkdown performed during the 
site visit.  Once again, the objective is to ensure the upgrades and schedules are meeting 
the PJM RTEP plan. 

During the site visit, digital photos and notes may be taken.  These are for internal PJM 
reports and database updates.  The photos and notes may be used for equipment delivery 
verification, schedule progression, one-line diagram verification, or other appropriate 
milestones.   

In summary, PJM may perform site visits to both Interconnection Customer projects and 
reliability upgrades.  These site visits help PJM staff not only ensure the reliability of the 
transmission system by making sure upgrades are progressing and completed as required, 
but also help facilitate the coordination of other behind the scenes activities within PJM.  
Areas such as outage coordination, model updates, and integration into PJM operations are 
managed more completely by PJM when there is open communication and exchange of 
information accomplished by site visits. 

Outage Coordination 

The OATT requires that Transmission Owners and Interconnection Customers coordinate all 
transmission system outages with PJM in accordance with the PJM System Operations 
outage planning procedures.  In addition to the detailed planning that is required by the PJM 
System Operations outage planning procedures, Transmission Owners and Interconnection 
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Customers can support PJMôs long range planning of outages by supplying the PJM IC 
Coordinator with milestone schedule updates so that long range outage planning information 
can be integrated into the PJM outage planning schedules. 

During the ISA / ICSA Implementation Phase, the PJM IC Coordinator will provide 
assistance as required in coordinating outages with PJM Operations and will facilitate the 
resolution of major outage related issues between PJM Operations, Interconnection 
Customers, and Transmission Owners.  PJM outage requirements are described in detail in 
PJM Manual M03 (Section 4: Reportable Transmission Facility Outages / Scheduling 
Transmission Outage Requests). 

Suspended Projects  

In the event that an Interconnection Customers initiates the project suspension provisions of 
the OATT, the PJM IC Project Coordinator will facilitate the completion of the following 
activities in accordance with the OATT: 

¶ Confirm receipt of Suspension Notification from Interconnection Customer. 

¶ Confirm that Interconnection Customer Suspension Notification meets OATT 
requirements.  

¶ Evaluate ISA Section 6 Milestones and amend as required. 

¶ Update PJM Database (projected in-service date, network upgrade in-service date). 

¶ Assess Impact on Network Upgrades / Baseline Upgrades.  Note: projects which are 
suspended before ICSA is executed will be assessed on a case-by-case basis to 
determine if network upgrades are required to be completed. 

¶ Facilitate Transmission Owner completion of high level assessment of known risks. 

¶ Evaluate Transmission Owner suspension costs. 

¶ Facilitate Billing process for Transmission Owner suspension costs (including cost 
reconciliation and refunding of significant TO funds that may have been already 
collected but will not be used as projected). 

¶ Send 3 year Termination Letter to Interconnection Customer (with a copy also sent 
to the TO). 

For projects that have gone through a period of suspension, and construction activities are 
resumed by the Interconnection Customer, the PJM IC Project Coordinator will facilitate the 
completion of the following activities: 

¶ Confirm receipt of notification from Interconnection Customer that project is coming 
off of suspension, and confirm that notification is provided to Transmission Owner. 

¶ Assess current impact on Network Upgrades / Baseline Upgrades. 

¶ Facilitate Transmission Owner evaluation and confirmation of current schedule 
milestones and estimated costs. 

¶ Complete Scope Change Process for revisions to Interconnection Customer ISA 
milestones, TO ICSA schedule, and cost impacts, as applicable. 
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¶ Update PJM database (queue projected in-service date, network upgrade required 
and projected in-service date). 

Project Communication, Reporting and Documentation 

PJM believes that another critical component to the successful achievement of 
Interconnection Customer and Transmission Owner project milestones for RTEP projects is 
an elevated level of communication between all parties.  PJM facilitates this communication 
between parties whenever possible and necessary, however, it is incumbent on 
Transmission Owners and Interconnection Customers to proactively communicate issues 
and concerns to the other interested parties in order to create a better environment for 
development of more positive working relationships and the professional resolution of 
project issues. 

The following are the main types of standard reporting and documentation that are required 
throughout the ISA / ICSA Implementation Phase: 

Monthly Status Reports: 

The OATT (Att. P, App. 2, Sect. 3.7) requires that each Transmission Owner and 
Interconnection Customer engaged in ISA / ICSA Implementation activities provide each 
other (and PJM) with monthly (at a minimum) status reports.  PJM requests that the 
schedule milestone and cost estimate project information detailed in this manual be 
incorporated in these monthly status reports. 

Documentation for Project Meetings: 

PJM will facilitate the assignment of which party (PJM, TO, or Interconnection Customer) 
generates documentation from project meetings (i.e. meeting minutes and/or action items) 
as most appropriate for each project. 

Notice of Completion: 

The Interconnection Customer is required to notify PJM and the applicable Transmission 
Owner in writing upon completion of the following: 

¶ The Customer Facility 

¶ The Interconnection Customer interconnection facilities 

¶ Any Transmission Owner Facilities for which the Interconnection Customer has 
completed through exercising the Option to Build alternative. 

PJM Documentation Required from the Interconnection Customer prior to 
Synchronization: 

The OATT requires that the following documentation be provided by the Interconnection 
Customer prior to synchronization of the Customer Facility with the transmission system: 

¶ As-built drawings 

¶ Pre-operation test reports 

¶ Instruction manuals 
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PJM Documentation Required from the Transmission Owner prior 
to Synchronization: 

In accordance with OATT Att. P, App. 2, Section 3.8.5, the TO is required to provide the 
following Notification of Inspection / Testing Results prior to synchronization of the Customer 
Facility with the transmission system: 

Within 10 days after satisfactory inspection and/or testing of Interconnection 
Facilities and/or Merchant Network Upgrades built by the Interconnection Customer 
(including, if applicable, inspection and/or testing after correction of defects or 
failures), the Interconnected Transmission Owner shall confirm in writing to the 
Interconnection Customer and Transmission Provider that the successfully inspected 
and tested facilities are acceptable for energization. 
 
Suggested wording: 
 
By issuance of this document, the [TRANSMISSION OWNER] hereby acknowledges 
the pre-energization acceptance of the [NAME] Interconnection Switchyard (PJM 
Queue Position [XX]) built by the Interconnection Customer ([DEVELOPER]).  
 
PJM Queue Position [XX] for the [NAME OF FACILITY] has the requirement to 
provide written documentation of the completed inspection and testing for the 
[NAME] Interconnection Substation, pursuant to Section 3.8.5 of Attachment P, 
Appendix 2, Standard Construction Terms and Conditions as contained in PJM's 
Open Access Transmission Tariff.  
 
A site walkdown was conducted on [DATE] and a punch list of action items has been 
compiled.  Unresolved punch list items still need to be resolved but do not impact 
energization.  Pre-energization commissioning and testing has been satisfactorily 
performed. Follow-up energization testing will be performed after the line 
reconfiguration work is completed. 

Generator As-Built Data Requirements 

In order to reflect as-built information in PJMôs planning models, PJM System Planning 
requires that Interconnection Customers provide updates to generator data originally 
provided to PJM for the initial planning studies.  This as-built data is then used in the next 
planning studies by PJM, so the accuracy of PJMôs data is critical. 

Attachment C of this manual includes the format for providing the as-built generator data.  
The Interconnection Customer is required to provide PJM with the requested as-built 
electrical modeling data (or documentation that previously submitted data is valid) within one 
(1) month following commercial operation of the generating unit (s).  As-built generator data 
must be provided for each generating unit. 
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Dispute Resolution 

For billing disputes, PJM will facilitate the dispute resolution process with the Transmission 
Owners and Interconnection Customer in accordance with Section OATT Att. P, App. 2, 
Sect. 9.  All other types of disputes shall be submitted in accordance with OATT Section 12.  
All disputes must be initiated in writing by a disputing party to PJM, and the PJM IC Project 
Coordinator will confirm that the dispute initiation documentation meets OATT requirements, 
notify PJM Alternate Dispute Resolution Committee and PJM management, identify the 
appropriate OATT dispute resolution path that the disputed issue will follow, and facilitate 
the process between the parties. 

Project Closeout 

The milestone for the completion of the ISA / ICSA Implementation Phase is the point at 
which capacity status is granted to each Customer Facility unit (i.e. CTG1, CTG2, STG).  As 
indicated on the Generation and Transmission Interconnection Process Role Clarity 
Diagram, after the capacity status milestone is achieved (per unit), the project moves into 
the ñPost Generator Operation Phaseò (see Exhibit 2).  

In accordance with this process, project closeout for the purpose of PJM Manual M-14C is 
defined as the completion of all required deliverables related to the commercial operation of 
each generating unit.  The PJM IC Project Coordinator then is responsible to ensure that the 
Generator provides all required project closeout documentation as defined in the OATT, and 
integration of all applicable provisions detailed in PJM Manual M14D, ñGenerator 
Operational Requirementsò. 
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Section 3: Technical and Construction Requirements 

Welcome to the Technical and Construction Requirements section of the PJM Manual for 
Generation and Transmission Interconnection Facility Construction.  In this section 
you will find an overview of both the technical requirements for generator and transmission 
interconnections in the PJM regions and the construction specifications for the attachment 
and network facilities needed to accommodate generator and/or transmission 
interconnections in the PJM regions. 

¶ Description of the technical requirements and where to find the technical 
requirements of both PJM and the particular Interconnection Transmission Owner 
for generator and transmission interconnections in a specific PJM region (see 
ñTransmission Owner Standards ï PJM websiteò). 

¶ Description of the construction standards and specifications for generator 
attachment facilities and network facilities and where to find the construction 
standards for a particular Interconnection Transmission Owner to accommodate 
generator and/or transmission interconnections in a specific PJM region (see 
ñConstruction Standards ï PJM websiteò). 

Transmission Owner Standards ï PJM website 

Need for Interconnection Technical Requirements 

The PJM Transmission Grid provides the means for delivering the output of interconnected 
generators to the load centers of the PJM energy and capacity markets.  As a FERC 
accepted Regional Transmission Organization (RTO), PJM administers the process for the 
interconnection of generators to the PJM Transmission Grid.  To ensure that the PJM 
Transmission Grid is operated in a safe and reliable manner, all generator and transmission 
interconnections to the PJM Transmission Grid must be installed according to the 
established technical requirements for good utility practice. 

PJM, as the Transmission Provider, will ensure that the Generation and/or Transmission 
Interconnection Customer has access to the applicable technical requirements of the 
Interconnection Transmission Owner for parallel operation of generators with the 
Interconnection Transmission Ownerôs system and other matters generally included in good 
utility practice.  Technical requirements for generator and transmission interconnections 
include but are not limited to: 

¶ Engineering design requirements and standards 

¶ Interconnection protection requirements, 

¶ Generator underfrequency trip settings to coordinate with automatic underfrequency 
load shedding schemes, 

¶ Voltage control and reactive output requirements, and 

¶ Data and control requirements for transmission system operation. 

¶ Equipment specifications and suppliers 

¶ Construction requirements and standards 
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¶ Engineering, procurement and construction process requirements and standards. 

Application of Interconnection Technical Requirements 

As specified in Part VI, Att. P, App. 2, Sect. 3.2.3 of the PJM Tariff, ñApplicable Technical 
Requirements and Standards shall apply to the design, procurement, construction and 
installation of the Interconnection Facilities and Merchant A.C. Transmission Facilities only 
to the extent that the provisions thereof relate to the design, procurement, construction 
and/or installation of facilities.  Such provisions relating to the design, procurement, 
construction and/or installation of facilities shall be appended to the Construction Service 
Agreement.  The Interconnection Parties shall mutually agree upon, or in the absence of 
such agreement, Transmission Provider shall determine, which provisions of the Applicable 
Technical Requirements and Standards should be appended to the Construction Service 
Agreement.  In the event of any conflict between the provisions of the Applicable Technical 
Requirements and Standards that are appended to the Construction Service Agreement and 
any later-modified provisions that are stated in the pertinent PJM Manual, the provisions 
appended to the Construction Service Agreement shall control.ò 

Technical Requirements on PJM website (www.pjm.com) 

The PJM Open Access Transmission Tariff (ñOATTò) under Part IV, subpart E, section 50.6 
establishes the requirement that ñApplicable Technical Requirements and Standards shall 
be publicly available through postings on Transmission Providerôs internet website.ò  
Accordingly, PJM makes the documents containing Applicable Technical Requirements and 
Standards for each Interconnection Transmission Owner (ñITOò) available through its 
internet website www.pjm.com under the directory titled ñRegional Transmission Expansion 
Planning Processò. 

Any entity with an appropriate need to view the Technical Requirements for a particular ITO 
must complete the form on the PJM website under the directory titled ñRegional 
Transmission Expansion Planning Processò and subdirectory ñTransmission Owner 
Standardsò to obtain a user ID and password for access to that ITOôs Technical 
Requirements document. 

Construction Standards ï PJM website 

Need for Construction Standards 

The facilities of the PJM Transmission Grid, while operated by PJM, are comprised of the 
physical facilities owned by the various Interconnected Transmission Owners (ñITOsò).  
While the facilities of the various ITOs are operated by PJM as a fully interconnected 
transmission network, the physical facilities of each individual ITO are designed to the 
particular construction standards of that ITO.  Such construction standards for a particular 
ITO include but are not limited to: 

¶ transmission system voltage levels, 

¶ spacing and clearance requirements, 

¶ equipment design specifications, 

¶ family of material and equipment sizes, 

file:///::odma\:PCDOCS\PJMDOCS\257268\1::\ODMA\:PCDOCS\PJMDOCS\240448\1www.pjm.com
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¶ fully compatible system protection schemes, 

¶ list of Approved Contractors, and 

¶ list of approved manufacturers and vendors of major transmission-related 
equipment. 

While particular construction standards may vary among the various ITOs, all such 
standards are derived from those generally accepted industry standards developed by the 
American National Standards Institute (ANSI), the Institute of Electrical and Electronics 
Engineers, Inc. (IEEE) and the National Electric Safety Code.  The ITOs have selected their 
various construction standards to facilitate operation, maintenance and repair or 
replacement of the various components utilized on their portion of the overall PJM 
Transmission Grid.  Thus, it is essential that any additions, upgrades or other changes to the 
transmission facilities of any particular ITO must be designed and installed to the 
construction standards of that ITO.  PJM, as the Transmission Provider, will ensure that any 
Constructing Entities authorized to perform construction activities under the ñOption to Buildò 
provisions of the PJM OATT to interconnect with the facilities of an ITO or to install or 
upgrade facilities within the transmission system of an ITO has access to the established 
construction standards of that ITO.  All such construction standards shall be stated in full in 
an appendix to the Construction Service Agreement. 

Application of ITO Construction Standards 

The conditions applicable to an Interconnection Customer exercising its ñOption to Buildò are 
specified in Part IV, Subpart F, Section 83.2.3 of the PJM Tariff.  Among the provisions 
included under the Option to Build is: ñInterconnection Customer shall submit to the 
Interconnected Transmission Owner and Transmission Provider initial drawings, certified by 
a professional engineer, of the Transmission Owner Interconnection Facilities and/or 
Merchant Network Upgrades that Interconnection Customer arranges to build under the 
Option to Build.  The Interconnected Transmission Owner and Transmission Provider shall 
review the drawings to assess the consistency of Interconnection Customerôs design of the 
pertinent Transmission Owner Interconnection Facilities and/or merchant Network Upgrades 
with Applicable Standards and the Facilities Study.ò 

Construction Standards on PJM website (www.pjm.com) 

The PJM Open Access Transmission Tariff (ñOATTò) under Part VI, Att. P, App. 2, Sect. 
3.2.3.1 states that ñIn the event that the Interconnected Transmission Owner and the 
Interconnection Customer are unable to agree upon the terms of a Construction Service 
Agreement,é..the Interconnection Customer shall have the right, but not the obligation 
(ñOption to Buildò), to design, procure, construct and install all or any portion of the 
Transmission Owner Interconnection Facilities and/or any Merchant Network Upgrades.ò  If 
a Generation and/or Transmission Interconnection Customer (ñICò) wishes to exercise the 
Option to Build, the IC must have ready access to the construction standards for the ITO(s) 
system where such facilities are to be installed.  Att. P, App. 2, Sect. 3.2.3.5. of the OATT 
establishes the requirement that ñTransmission Provider shall make each Transmission 
Ownerôs List of Approved Contractors available on its internet website.ò  Accordingly, PJM 
makes the documents containing the applicable construction standards for each ITO 
available through its internet website www.pjm.com under the directory titled ñRegional 
Transmission Expansion Planning Processò. 
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Any entity with an appropriate need to view the construction standards for a particular ITO 
must complete the form on the PJM website under the directory titled ñRegional 
Transmission Expansion Planning Processò and subdirectory ñTransmission Owner 
Standardsò to obtain a user ID and password for access to that ITOôs construction standards 
document. 
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Section 4: Option to Build 

Welcome to the Option to Build section of the PJM Manual for Generation and 
Transmission Interconnection Facility Construction.  In this section you will find an 
overview of the requirements related to implementation of the Option to Build provisions of 
the OATT.   

Option to Build 

The OATT allows for an Interconnection Customer to exercise the Option to Build alternative 
either during the ISA / ICSA Execution Phase or at any reasonable time prior to 37 days 
after the ISA is executed.  The Option to Build alternative may be pursued by the 
Interconnection Customer for the completion of the Attachment Facilities or the Network 
Upgrades, or both, depending on the circumstances. 

The OATT provisions related to timeframes for initiation of the Option to build are outlined in 
PJM Manual M14B.  However, included in this manual is Attachment D ñOption to Build 
Initiation Formò, which is the standard form to be used by Interconnection Customers to 
formally notify PJM of their intent to exercise the Option to Build. 

PJM coordinates Option to Build type projects with the same project controls used for typical 
interconnection projects.  In the event that an Interconnection Customer exercises the 
Option to Build, the PJM IC Project Coordinator facilitates the following activities that are 
unique to Option to Build projects: 

Security Requirements: 

¶ PJM to assess financial security requirements required as applicable to 
Interconnection Customer initiating the Option to Build. 

Approved Contractors and Manufacturers: 

¶ PJM will facilitate the process for TOs providing a List of Approved Contractors and 
Manufacturers as required in accordance with OATT Att. P, App. 2 Sect 3.2.3.5. 

¶ PJM to facilitate TO review, approval/disapproval, and addition of contractor or 
manufacturer to List of Approved Contractors and Manufacturers if requested by 
Interconnection Customer. 

Drawing Review: 

¶ PJM to facilitate TO review and comment on Interconnection Customer drawings for 
facilities to be constructed under Option to Build within 60 days after receipt of 
drawings. 

Inspection, Testing, and Energization: 

For facilities built by the Interconnection Customer, the OATT requires that the following 
documentation be provided by the Interconnection Customer prior to synchronization of the 
Customer Facility with the transmission system: 

1) Notification of Inspection / Testing Results - Within 10 days after satisfactory 
inspection and/or testing of Interconnection Facilities and/or Merchant Network 
Upgrades built by the Interconnection Customer (including, if applicable, inspection 
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and/or testing after correction of defects or failures), the Interconnected 
Transmission Owner shall confirm in writing to the Interconnection Customer and 
Transmission Provider that the successfully inspected and tested facilities are 
acceptable for energization (reference Att. P, App. 2, Section 3.8.5) 
Suggested wording: 
 
By issuance of this document, the [TRANSMISSION OWNER] hereby acknowledges 
the pre-energization acceptance of the [NAME] Interconnection Switchyard (PJM 
Queue Position [XX]) built by the Interconnection Customer ([DEVELOPER]).  
 
PJM Queue Position [XX] for the [NAME OF FACILITY] has the requirement to 
provide written documentation of the completed inspection and testing for the 
[NAME] Interconnection Substation, pursuant to Section 3.8.5 of Attachment P, 
Appendix 2, Standard Construction Terms and Conditions as contained in PJM's 
Open Access Transmission Tariff.  
 
A site walkdown was conducted on [DATE] and a punch list of action items has been 
compiled.  Unresolved punch list items still need to be resolved but do not impact 
energization.  Pre-energization commissioning and testing has been satisfactorily 
performed. Follow-up energization testing will be performed after the line 
reconfiguration work is completed. 

 
2) Transfer of Operational Control (prior to energization) - The Interconnection 

Customer shall have delivered to the Interconnected Transmission Owner and 
Transmission Provider a written notice transferring to the Interconnected 
Transmission Owner and Transmission Provider operational control over any 
Transmission Owner Attachment Facilities that Interconnection Customer has 
constructed (reference Att. P, App. 2, Sections 3.9.1 and 3.9.3) 
 
Suggested wording: 

 
PJM Queue Position [XX] for the [NAME OF FACILITY] does, as required pursuant 
to Section 3.9.1 and 3.9.3 of Attachment P, Appendix 2, Standard Construction 
Terms and Conditions contained in PJM's Open Access Transmission Tariff, hereby 
transfer to [TRANSMISSION OWNER] operational control of the [NAME] 
Interconnection Switchyard as of the date written below.  [DEVELOPER] has 
delivered prior to this written instrument of transfer, the marked-up as-built drawings 
of the [NAME] Interconnection Switchyard. [DEVELOPER] will ensure telemetering 
systems are operational and provide PJM and [TRANSMISSION OWNER] with 
telemetered data as specified in OATT Att. O, App. 2, Section 8.5.2 before Stage 
Two energization (initial synchronization of any generators). 

 
3) Acceptance of Facilities - Within five days after determining that Interconnection 

Facilities and/or Merchant Network Upgrades have been successfully energized, the 
Interconnected Transmission Owner shall issue a written notice to the 
Interconnection Customer accepting the Interconnection Facilities and/or Merchant 
Network Upgrades built by the Interconnection Customer that were successfully 
energized (reference Att. P, App. 2, Section 3.10) 
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Suggested wording: 

 
By issuance of this document, the Interconnected Transmission Owner 
[TRANSMISSION OWNER NAME], hereby acknowledges the acceptance of the 
facilities of the [NAME] Interconnection Switching Station and Transmission Tap built 
by the Interconnection Customer, [DEVELOPER NAME].  
 
PJM requires written documentation of the acceptance of facilities constructed by the 
Interconnection Customer, pursuant to Section 3.10 of Attachment P, Appendix 2, 
Standard Construction Terms and Conditions as contained in PJM's Open Access 
Transmission Tariff.   
 
These facilities were energized on [DATE] and punch list items from the site 
inspection of [DATE] have been resolved.   
 

4) Transfer of Title - The Interconnection Customer shall execute all necessary 
documentation and shall make all necessary filings to record and perfect the 
Interconnected Transmission Ownerôs title in such facilities and in the easements 
and other land rights to be conveyed to the Interconnected Transmission Owner 
(reference Att. P, App. 2, Section 5.5). 
 
Suggested wording: 

RE: Transfer to [TRANSMISSION OWNER] of the [NAME OF FACILITY] (PJM 
Queue Position [QUEUE NUMBER]) 

PJM Queue Position [QUEUE NUMBER] for the [INTERCONNECTION CUSTOMER 
FACILITY] does, required pursuant to Att. P, App. 2, Section 5.5 of PJMôs Open 

Access Transmission Tariff, hereby transfer to [TRANSMISSION OWNER] the 
[NAME OF FACILITY] as of the date written below.  [INTERCONNECTION 
CUSTOMER] transfer of Facilities requires a Bill of Sale to transfer and convey to 
[TRANSMISSION OWNER] certain items of personal property as hereinafter 
described. 

Facilities transferred list includes: 

¶ Description  
¶ Quantity  
¶ Supplier  
¶ Catalogue Number  
¶ Item reference to Bill of Material 
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Bill of Sale 
 
This Bill of Sale, is made as of DATE ("Effective Date") by [INTERCONNECTION 
CUSTOMER FACILITY] to [TRANSMISSION OWNER]. 
  

Witnesseth: 
  

Whereas, [INTERCONNECTION CUSTOMER] and [TRANSMISSION OWNER] are 
parties to that certain Easement Agreement ("Easement Agreement"), dated DATE, 
with respect to certain real property located in XXX, as described therein 
("Property"); 
  
Whereas, pursuant to the terms of this Bill of Sale, [INTERCONNECTION 
CUSTOMER] desires to transfer and convey to [TRANSMISSION OWNER] certain 
items of personal property as hereinafter described. 
  
Now, therefore, for good and valuable consideration, the receipt and sufficiency of 
which are hereby acknowledged, effective as of the Effective Date, 
[INTERCONNECTION CUSTOMER] does hereby Grant, Sell, Transfer, Set Over, 
and Deliver to [TRANSMISSION OWNER], all of the equipment, facilities, and other 
personal properties located at the Property, including without limitation the personal 
property more particularly described on the facilities transferred list attached hereto 
and incorporated herein by this reference ("Personal Property"), free and clear of any 
and all liens, security interests and encumbrances. 
  
[INTERCONNECTION CUSTOMER] hereby represents and warrants to 
[TRANSMISSION OWNER], that [INTERCONNECTION CUSTOMER] is the sole 
lawful owner of the Personal Property; that [INTERCONNECTION CUSTOMER] has 
good and marketable title to the Personal Property free and clear of all liens, claims, 
rights, charges, or encumbrances of any nature whatsoever; and that 
[INTERCONNECTION CUSTOMER] has the right to transfer the Personal Property 
to [TRANSMISSION OWNER] as aforesaid.  Notwithstanding anything herein to the 
contrary, [INTERCONNECTION CUSTOMER] hereby covenants and agrees for the 
benefit of  [TRANSMISSION OWNER] that [INTERCONNECTION CUSTOMER] will, 
for  [INTERCONNECTION CUSTOMER] and  [INTERCONNECTION CUSTOMER]'s 
successors and assigns, warrant and forever defend, at  [INTERCONNECTION 
CUSTOMER]'s sole cost and expense, the right, title, and interest of 
[TRANSMISSION OWNER] and [TRANSMISSION OWNER]ôs successors and 
assigns in and to the Personal Property against the lawful claims and demands of all 
persons.  The provisions of this paragraph shall apply notwithstanding any other 
provisions of this Bill of Sale or the Easement Agreement, and shall survive 
termination, cancellation, or completion of this Bill of Sale and the Easement 
Agreement. 
  
This Bill of Sale shall be governed by, interpreted under and construed and 
enforceable in accordance with the laws of the State/Commonwealth of [STATE]. 
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This Bill of Sale may be executed in counterparts, each of which shall be an original 
and all of which counterparts taken together shall constitute one and the same 
agreement. 
  
In witness whereof, [INTERCONNECTION CUSTOMER] has caused this Bill of Sale 
to be duly executed and delivered as of the date and year first above written. 
    Signature of [INTERCONNECTION CUSTOMER]  
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Attachment A: Transmission Owner Standard Invoice Forms  

Attachment A includes all PJM Transmission Owner Standard Invoice Forms for Feasibility 
Study, Impact Study, Facilities Study, and ISA/CSA phases.  The chart below is provided to 
designate which forms are required to be used for each phase. Also, the correct form 
designation is based on agreement execution date, not queue position (i.e. Facilities Study 
Agreement or ISA executed prior to or after 7/8/04 effective date of FERC Order 2003). 

Additional supporting details may be provided, but the attached invoice forms are designed 
to be used by Transmission Owners as the minimum supporting documentation for 
Transmission Owner invoice cover sheets.   

For ISA/CSA phase invoicing, TOs would submit a completed form for each 
Attachment Facility item (Queue #) and each respective Network Upgrade (Network 
Upgrade #) as back-up documentation to respective Transmission Owner invoice 
cover sheets. Note that the columns marked ñPresent Allocationò and ñReallocationò 
are for PJM use only and are not to be filled in by the Transmission Owner. Invoices 
submitted by Transmission Owners without the appropriate back-up forms attached 
will be returned to the Transmission Owner unprocessed. 
 

Projects with 

Agreements executed 

after 7/8/04

Feasibility Study D

Impact Study D

Facilities Study

Attachment Facilities E

Network Upgrades E

ISA / CSA Detailed Design and Construction

Attachment Facilities F

Network Upgrades F

Interconnection Process Phase

 
 

Exhibit 3: Transmission Owner Standard Invoice Form Designation Table 
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Exhibit 4: TO Standard Invoice Form D - Feasibility Studies and Impact Studies 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

INVOICE # DATE:

TRANSMISSION OWNER:
Transmission Owner to complete all shaded blocks 

FEASIBILITY STUDIES
QUEUE # NAME INVOICE AMOUNT WBS#

TOTAL -$                          

IMPACT STUDIES
QUEUE # NAME INVOICE AMOUNT WBS #

TOTAL -$                          

           INVOICE TOTAL -$                   
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Exhibit 5: TO Standard Invoice Form E - Facilities Studies (Attachment Facilities and Network 
Upgrades) 
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Exhibit 6: TO Standard Invoice Form F - ISA/ICSA Detailed Design and Construction (Attachment 
Facilities and Network Upgrades) 
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Exhibit 7: Example of ISA/ICSA Phase Quarterly Cost Reconciliation 
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Attachment B: ISA/ICSA Scope Change Process  
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Initiates ISASC form

PJM Int Planning
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Exhibit 8: ISA/ICSA Scope Change Process Diagram 
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User Guide for completing ISASC Form: To be filled in by Initiating Party

To be filled in by PJM

To be filled in by Interconnection Customer or Transmission 
Owner upon acknowledgement of scope change

PJM Scope Change #:

TO = Transmission Owner IC = Interconnection Customer

Cost Attachment Facilities / Queue Number:

Schedule Network Upgrade / Network Upgrade Number:

Other

Description / Technical Justification for Scope Change (or Potential Scope Change):

(attach additional documentation if necessary)

Previous Approved Cost: Previous Approved Cost Date:

Scope Change Impact (projected):

Cost: (projected total cost increase / decrease)

Schedule: (revised in-service date) Orig. In-Serv Date:

Other:

PJM Disposition on Scope Change Type:

Existing Impact: PJM Interconnection Planning Contact:

New Impact: Name:

Date of PJM Disposition:

Additional Security Required :

Yes  No   

 

Note:  PJM disposition is an acknowledgement, and does not constitute an agreement or acceptance of the scope change.

Existing Impact:

IC / TO acknowledgement of Scope Change:

(note: for network upgrades, PJM will send SC form to multiple Interconnection Customers, as required)

Queue No:

(1) TO: (1)

(2) TO Contact: (2)

(2) (2)

(3) TO Contact (3)

Signature:

(1) Type IC or TO Contact Company Name

(2) Type IC or TO Contact Name, and date of Acknowledgement, then email ISASC Form to PJM 

(3) Print copy of ISASC Form, sign in appropriate IC or TO box, then mail original copy to PJM

Note:  The purpose of signing this form is to acknowledge the existence of a potential or actual scope change.  This acknowledgement does not abrogate any 
audit rights or dispute resolution rights after subsequent payment per PJM Tariff (OATT) requirements.

New Impact:

PJM to assign cost responsibility between IC and TO for New Impact.

Baseline Upgrade  New Baseline Upgrade Number:

Revised ISA / CSA required New Network Upgrade Number:

Joint TO / Gen cost responsibility

Generator and Merchant Transmission Project 

Scope Change Type:

Initiating Party:

Scope Change Initiation Date:

ISA / CSA Phase Scope Change Form (ISASC Form)

(Assigned by PJM) (Input by Initiating Party)

Revised Expiration if Security is LOC:

IC Contact Signature:

Interconnection Customer:

IC or TO Instructions:

Date of Acknowledgement:

IC:

IC Contact:

Date of Acknowledgement:

Transmission Owner:

Revised Total Security Amount Required (if "Yes"):

(TO, IC, PJM) Contact Name

 

Exhibit 9: ISA/ICSA Scope Change Form
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Attachment C: Generator As-Built Data Form  

 
The following document contains the format for the standard PJM letter and reply 
form to Interconnection Customers for providing generator as-built data: 
 
 

 Instructions for As Built Data 

Dear Generation Developer: 

Data Requirements for PJM RTEPP As Built Data 

You had submitted the data necessary for modeling of your Generator Project in the Impact Study phase. As part 
of the PJM Regional Transmission Expansion Planning Process, Impact Studies are conducted to identify 
transmission expansion needed to maintain system reliability with new generation injection onto the system. 
These studies utilize power system analysis techniques such as power flow, short circuit and dynamic simulation, 
which require that certain data be provided (PJM uses the PSS/E program from PTI, Inc. to perform these 
analyses).  

PJM understands that the data you had provided for the Impact Study may have been typical data for the 
proposed project. However, now, as your project is completed, or is near completion, PJM requires that you 
provide unit specific As Built data for use in all future reliability studies. The attached forms list the data you had 
provided for the Impact Study. Please verify all the data, mark corrections as needed, and certify that the data is 
As Built and unit specific.  

Attachment A: Unit Capability Data Request Form 

Attachment B: Unit Generator Dynamics Data Request Form 

Attachment C: Unit GSU Data Request Form 

In addition, if you had provided models for Excitation System, Power System Stabilizer, prime mover ï governor 
etc., they are attached. Any changes to them are to be clearly marked, and returned. Data, in PSS/E models for 
any additional controls installed for excitation systems, stabilizers, turbine-governors as well as Excitation 
Limiters, Compensator settings, etc. has to be provided.  For each piece of dynamic equipment (rotating or 
static) to be represented in the simulation, a model must be selected from the PSS/E dynamics library (see 
Appendix). The manufacturer of your equipment should be able to provide the proper model or an equivalent. In 
many instances, parameters for the models would be available from the vendorôs commissioning studies and 
tests. If you cannot determine the exact PSS/E model, please forward a Control/Block Diagram for the piece of 
equipment in question. 

Note: material changes to machine capabilities or other controls as originally submitted in the Impact Study 
Agreement (PJM Open Access Transmission Tariff Attachment é.) must also be formally communicated to the 
appropriate PJM project contact (Joe Burdis, John Fedorko, or Terry Spencer). 
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Attachment A: Unit Capability Data Request Form  

 

Net MW Capacity = (Gross MW Output - GSU MW Losses* - Unit Auxiliary Load MW - Station Service 
Load MW)  

1. Queue Letter & Position / Unit Type (CT, ST, etc.):  

2. Primary Fuel Type:  

3. Maximum Summer (92º F ambient air temp.) Net MW Output**:  

4. Maximum Summer (92º F ambient air temp.) Gross MW Output:  

5. Minimum Summer (92º F ambient air temp.) Gross MW Output:  

6. Maximum Winter (30º F ambient air temp.) Gross MW Output:  

7. Minimum Winter (30º F ambient air temp.) Gross MW Output:  
8. Gross Reactive Power Capability at Maximum Gross MW Output - Please include Reactive Capability 

Curve (Leading and Lagging):  

9. Individual Unit Auxiliary Load at Maximum Summer MW Output (MW/MVAR):  

10. Individual Unit Auxiliary Load at Minimum Summer MW Output (MW/MVAR):  

11. Individual Unit Auxiliary Load at Maximum Winter MW Output (MW/MVAR):  

12. Individual Unit Auxiliary Load at Minimum Winter MW Output (MW/MVAR):  

13. Station Service Load (MW/MVAR):  

14. Please provide any comments on the expected capability of the unit:  

¶ GSU losses are expected to be minimal. 
** Your project's declared MW, as first submitted in Attachment N, and later confirmed or modified by 
the Impact Study Agreement, should be based on either the 92 oF Ambient Air Temperature rating of 
the unit(s) or, if less, the declared Capacity rating of your project. 
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Attachment B: Unit Generator Dynamics Data Request Form  

15. Queue Letter & Position / Unit Type (CT, ST, etc.):  

16. MVA Base (upon which all reactances, resistance and inertia are calculated):  

17. Nominal Power Factor:  

18. Terminal Voltage (kV):  

Unsaturated Reactances (on MVA Base):   

19. Direct Axis Synchronous Reactance, Xd(i):  

20. Direct Axis Transient Reactance, X'd(i):  

21. Direct Axis Sub-transient Reactance, X"d(i):  

22. Quadrature Axis Synchronous Reactance, Xq(i):  

23. Quadrature Axis Transient Reactance, X'q(i):  

24. Quadrature Axis Sub-transient Reactance, X"q(i):  

25. Stator Leakage Reactance, Xl:  

26. Negative Sequence Reactance, X2(i):  

27. Zero Sequence Reactance, X0:  

28. Saturated Sub-transient Reactance, X"d(v) (on MVA Base):  

29. Armature Resistance, Ra (on MVA Base):  

Time Constants (seconds) :  

30. Direct Axis Transient Open Circuit, T'do:  

31. Direct Axis Sub-transient Open Circuit, T"do:  

32. Quadrature Axis Transient Open Circuit, T'qo:  

33. Quadrature Axis Sub-transient Open Circuit, T"qo:  

34. Inertia, H (kW-sec/kVA, on KVA Base):  

35. Speed Damping, D:  

36. Saturation Values at Per-Unit Voltage [S(1.0), S(1.2)]:  

In addition, if available please supply the following by sending via attachment to genasbuilt@pjm.com 

¶ Exciter/Governor/Other Models and Block Diagrams  

¶ Generator Performance Curves  

mailto:genasbuilt@pjm.com
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¶ Schematic One-line Diagram showing Unit/GSU/Breakers/Interconnection  

¶ Operating Restrictions and/or Procedures  

Attachment C: Unit GSU Data Request Form  

37. Queue Letter & Position / Unit Type (CT, ST, etc.):  

38. Generator Step-up Transformer MVA Base:  

39. Generator Step-up Transformer Impedance (R+jX, on transformer MVA Base):  

40. Generator Step-up Transformer Rating (MVA):  

41. Generator Step-up Transformer Low-side Voltage (kV):  

42. Generator Step-up Transformer High-side Voltage (kV):  

43. Generator Step-up Transformer Off-nominal Turns Ratio:  

44. Generator Step-up Transformer Number of Taps and Step Size:  
 

45. In addition, please indicate whether the GSU is shared with other units. 
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Appendix: Generator, Exciter, Governor, Stabilizer, Excitation Limiter and Current Compensating Models 

The equipment models listed below are those available for use in PSS/E. Each model can have unique data 
requirements. 

Generator Models 

GENROE Round rotor generator model. 
GENROU Round rotor generator model. 
GENSAE Salient pole generator model. 
GENSAL Salient pole generator model. 
GENDCO Round rotor generator model with DC offset torque component. 
GENCLS Classical generator model. 
GENTRA Transient level generator model. 
CIMTRl Induction generator model with rotor flux transients. 
CIMTR3 Induction generator model with rotor flux transients. 

Static Var Compensator (SVC) and Frequency Changer Models 

CSVGNl SCR controlled static VAR source model. 
CSVGN3 SCR controlled static VAR source model. 
CSVGN4 SCR controlled static VAR source model. 
CSVGN5 WSCC controlled static VAR source model. 
CSVGN6 WSCC controlled static VAR source model. 
FRECHG Salient pole frequency changer model. 

Excitation System Models 

EXDC2 1981 IEEE type DC2 excitation system model. 
EXAC1 1981 IEEE type AC1 excitation system model. 
EXAClA Modified type AC1 excitation system model. 
EXAC2 1981 IEEE type AC2 excitation system model. 
EXAC3 1981 IEEE type AC3 excitation system model. 
EXAC4 1981 IEEE type AC4 excitation system model. 
EXST1 1981 IEEE type ST1 excitation system model. 
EXST2 1981 IEEE type ST2 excitation system model. 
EXST2A Modified 1981 IEEE type ST2 excitation system model. 
EXST3 1981 IEEE type ST3 excitation system model. 
ESAC1A 1992 IEEE type AC1A excitation system model. 
ESAC2A 1992 IEEE type AC2A excitation system model. 
ESAC3A 1992 IEEE type AC3A excitation system model. 
ESAC4A 1992 IEEE type AC4A excitation system model. 
ESAC5A 1992 IEEE type AC5A excitation system model. 
ESAC6A 1992 IEEE type AC6A excitation system model. 
ESDClA 1992 IEEE type DClA excitation system model. 
ESDC2A 1992 IEEE type DC2A excitation system model. 
ESST1A 1992 IEEE type ST1A excitation system model. 
ESST2A 1992 IEEE type ST2A excitation system model. 
ESST3A 1992 IEEE type ST3A excitation system model. 
EXPIC1 Proportional/integral excitation system model. 
IEEETl 1968 IEEE type 1 excitation system model. 
IEET1A Modified 1968 IEEE type 1 excitation system model. 
IEET1B Modified 1968 IEEE type I excitation system model. 
IEEET2 1968 IEEE type 2 excitation system model. 
IEEET3 1968 IEEE type 3 excitation system model. 
IEEET4 1968 IEEE type 4 excitation system model. 
IEEET5 Modified 1968 IEEE type 4 excitation system model. 
IEET5A Modified 1968 IEEE type 4 excitation system model. 
IEEEXl 1979 IEEE type 1 excitation system model and 1981 IEEE type DC1 model. 
IEEEX2 1979 IEEE type 2 excitation system model. 
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IEEEX3 1979 IEEE type 3 excitation system model. 
IEEEX4 1979 IEEE type 4 excitation system model, 1981 IEEE type DC3 model and 1992 IEEE type DC3A 
model. 
IEEX2A 1979 IEEE type 2A excitation system model. 
SCRX Bus or solid fed SCR bridge excitation system model. 
SEXS Simplified excitation system model. 

Prime Mover and Governor Models 

CRCMGV Cross compound turbine governor model. 
DEGOV Woodward diesel governor model. 
DEGOV1 Woodward diesel governor model. 
GAST Gas turbine governor model. 
GAST2A Gas turbine governor model. 
GASTWD Woodward gas turbine governor model. 
HYGOV Hydro turbine governor model. 
IEESGO 1973 IEEE standard turbine governor model. 
IEEEG1 1981 IEEE type 1 turbine governor model. 
IEEEG2 1981 IEEE type 2 turbine governor model. 
IEEEG3 1981 IEEE type 3 turbine governor model. 
SHAF25 25 mass torsional-elastic shaft model. 
TGOV1 Steam turbine governor model. 
TGOV2 Steam turbine governor model with fast valving. 
TGOV3 Modified IEEE type 1 turbine governor model with fast valving. 
TGOV5 Modified IEEE type 1 turbine governor model with boiler controls. 
WEHGOV Woodward Electric Hydro Governor Model. 
WESGOV Westinghouse Digital Governor for Gas Turbine. 
WPIDHY Woodward P.I.D. hydro governor model. 

Power System Stabilizer Models 

IEEEST 1981 IEEE power system stabilizer model. 
IEE2ST Dual input signal power system stabilizer model. 
PTISTl PTI microprocessor based stabilizer model. 
PTIST3 PTI microprocessor based stabilizer model. 
PSS2A 1992 IEEE duel input signal stabilizer model. 
STAB1 Speed sensitive stabilizer model. 
STAB2A ASEA power sensitive stabilizer model. 
STAB3 Power sensitive stabilizer model. 
STAB4 Power sensitive stabilizer model. 
STBSVC WSCC supplementary signal for static VAR system. 
ST2CUT Dual input signal power system stabilizer model. 

Minimum Excitation Limiter Models 

MNLEXl Minimum excitation limiter model. 
MNLEX2 Minimum excitation limiter model. 
MNLEX3 Minimum excitation limiter model. 

Maximum Excitation Limiter Models 

MAXEX1 Maximum excitation limiter model. 
MAXEX2 Maximum excitation limiter model. 

Compensating Models 

COMP Voltage regulator compensating model. 
COMPCC Cross compound compensating model. 
IEEEVC 1981 IEEE voltage compensating model. 
REMCMP Remote bus voltage signal model. 

If you have any questions, please send an e-mail to genasbuilt@pjm.com.

mailto:genasbuilt@pjm.com
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Attachment D: Notification of Intent to Exercise Option to Build 

 
WRITTEN NOTICE OF OPTION TO BUILD PURSUANT TO PJM TARIFF 

 SECTION 3.2.3.1 IN APPENDIX 2 OF ATTACHMENT P IN PART VI 
 

                                     [INSERT DATE] 
PJM Interconnection, L.L.C. 
955 Jefferson Avenue 
Valley Forge Corporate Center 
Norristown, PA 19403-2497 
  Attn: Manager, Interconnection and Generation Planning 
 
[INSERT NAME AND ADDRESS  
OF TRANSMISSTION OWNER] 
 
Re: Notice of Exercise of the Option to Build Pursuant to Section 3.2.3.1 in Appendix 2 of 

Attachment P in Part VI of the PJM Tariff for [INSERT NAME OF 
INTERCONECTION CUSTOMER AND BRIEF IDENTIFICATION OF PROJECT]. 

 
Pursuant to Section 3.2.3.1 in Appendix 2 of Attachment P of the PJM Tariff, [INSERT 
NAME OF INTERCONECTION CUSTOMER] hereby provides notice of [INSERT NAME OF 
INTERCONECTION CUSTOMER]ôs election to exercise the Option to Build.  The basis 
upon which [INSERT NAME OF INTERCONECTION CUSTOMER] is exercising this Option 
to Build is that [check one]: 
 
___ [INSERT NAME OF INTERCONECTION CUSTOMER] has engaged in discussions 
with the Transmission Owner and has reached an agreement in concept with the 
Transmission Owner to perform portions of the scope of work under the OATT Option to 
Build provisions. 
 
___ [INSERT NAME OF INTERCONECTION CUSTOMER] has engaged in discussions 
with the Transmission Owner and was unable to agree with the Transmission Owner upon 
the terms for an Interconnection Construction Service Agreement.  The specific terms upon 
which [INSERT NAME OF INTERCONECTION CUSTOMER] and the Transmission Owner 
were unable to agree and which relate to Transmission Ownerôs design, procurement, 
construction and installation of the Transmission Owner Interconnection Facilities and/or 
Merchant Network Upgrades and the efforts undertaken by the Interconnection Customer to 
resolve such disagreement are as follows: [INSERT 
INFORMATION]____________________________________________________________
________________[ATTACH ADDITIONAL INFORMATION IF NECESSARY] . 

 
Signed:  _______________________________ 
  [INSERT NAME AND TITLE OF AUTHORIZED REPRESENTATIVE WITH AUTHORITY 
TO SIGN ON BEHALF OF INTERCONECTION CUSTOMER] 
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Revision History 

Revision 05 (04/01/2008) 

This document is the fifth revision of the PJM Manual for Generation and Transmission 
Interconnection Facility Construction (M-14C).  There are many editorial changes throughout 
this revision that reflect the current PJM organizational structure and OATT agreement 
naming conventions.  The following is a summary of other significant content revisions in the 
document that reflect current PJM OATT provisions and PJM procedures: 

Introduction:  

Updated References section to reflect title change of Manual M14B. 

Section 1:  

Added ñApplication to Regional Transmission Expansion Plan (RTEP) section. 

Added ñLarge Generation Resources / Small Generation Resourcesò section. 

Updated ñTransmission Owner Facilitiesò section. 

Updated ñNetwork Upgradesò section. 

Added ñBaseline Upgrades and Transmission Owner Identified Upgradesò section. 

Updated ñGenerator Markets and Operations / Participation in PJM Marketsò section. 

ñISA / ICSA Implementation Phase Team Role Clarityò section ï updated entire section 
including updates to Exhibit 2 : Interconnection Process Team Role Clarity Diagram to 
reflect current PJM organizational structure. 

Section 2:  

Updated ñSchedule / Milestone Trackingò section. 

Updated ñTransmission Owner Milestone Trackingò section. 

Updated ñCustomer Facility Construction Milestone Trackingò section. 

Updated ñTransmission Owner Cost Estimate Projection Trackingò section. 

Updated ñPJM Billing Processò section. 

Minor edits to ñISA / ICSA Scope Change Processò section. 

Minor edits to ñProject Meetingsò section. 

Updated ñProject Site Reviewsò section. 

Added ñSuspended Projectsò section. 

Minor edits to ñProject Communication, Reporting and Documentationò section. 

Added ñDocumentation Required by the Transmission Owner prior to Synchronizationò 
section. 

Updated ñDispute Resolutionò section. 

Updated ñProject Closeoutò section. 
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Section 3:  

Updated OATT references in ñConstruction Standardsò section. 

Section 4:  

Deleted ñSmall Resource Interconnection Coordinationò section in its entirety and 
replaced with new ñOption to Buildò section.  Small Resource Interconnection 
Coordination is now addressed in the more broad ñApplication to Regional Transmission 
Expansion Plan (RTEP) section. 

Attachment A:   

Updated Exhibit 3: Transmission Owner Standard Invoice Form Designation Table. 

Deleted TO Standard Invoice Forms A, B, and C; Revised Exhibit numbers. 

Attachment D:   

Added new Attachment D: Notification of Intent to Exercise Option to Build. 

Revision 04 (03/03/06) 

This document is the fourth revision of the PJM Manual for Generation and Transmission 
Interconnection Facility Construction (M-14C).  The revisions include clarifications to the 
ñPJM Billing Processò section of Section 2 to reflect changes made by the PJM OATT 
Housekeeping Filing effective 1/26/06.  A summary of the significant revisions in the 
document that reflect current PJM OATT provisions and PJM procedures is as follows: 

Section 2:  Revisions to ñPJM Billing Processò section to reflect current OATT provisions: 

¶ Feasibility and Impact Study Phase invoicing: clarified timeframe requirement for 
final invoice submittal to PJM.  

¶ Facilities Study Phase invoicing: clarified timeframe requirement for final invoice 
submittal to PJM, and added reference to ñQuarterly Cost Reconciliationò section. 

¶ ISA / CSA Phase invoicing: clarified timeframe requirement for final invoice 
submittal to PJM, and added reference to ñQuarterly Cost Reconciliationò section. 

¶ Quarterly Cost Reconciliation: Expanded section to clarify requirements for initiation 
of quarterly cost reconciliation by Interconnection Customer. 

Revisions were made on the following pages: 27-31. 

Revision 03 (12/23/05) 

This document is the third revision of the PJM Manual for Generation and Transmission 
Interconnection Facility Construction (M-14C).  There are many changes in this revision that 
are editorial changes to reflect the current PJM organizational structure.  In addition, the 
following is a summary of the concept of other significant content revisions in the document 
that reflect current PJM OATT provisions and PJM procedures: 

Introduction:  Updated Exhibit 1 to include new PJM Manuals;  Added note clarifying the 
use of the term ñInterconnection Customerò throughout manual;  Updated ñWhat You Will 
Find in This Manualò section. 

Section 1:  Updated ñAttachment Facilitiesò and ñNetwork Upgradesò sections.  
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Section 1:   Updated ñGenerator Markets and Operationsò section. 

Section 1:   Significant revisions to ñISA/CSA Implementation Phase Team Role Clarityò 
section to reflect current PJM organizational structure and responsibilities, including 
updating Exhibit 3. 

Section 2:  Major revisions to ñPJM Billing Processò section to reflect current OATT 
provisions: 

¶ Expanded update to ñTransmission Owner Billing Guidelinesò that includes outline of 
Transmission Owner guidelines by interconnection process phase and a new 
ñQuarterly Cost Reconciliationò section. 

¶ Update to ñInterconnection Customer Billing / Statementsò section that includes 
current PJM Interconnection Customer billing procedures and a new ñProject Cost 
Reconciliation Processò section. 

¶ Section 2:  Added new section titled ñISA / CSA Scope Change Processò. 

¶ Section 2:  Updated ñProject Site Reviewsò section. 

¶ Section 2:  Added new ñGenerator As-Built Data Requirementsò section. 

¶ Section 4:  Changed ñSmall Resources (10 MW or less)ò to ñSmall Resources (20 
MW or less)ò. 

¶ Attachment A:  Added new Attachment A: ñTransmission Owner Standard Invoice 
Formsò which includes Exhibits 4-11. 

¶ Attachment B:  Added new Attachment B: ñISA / CSA Scope Change Processò 
which includes a process diagram for the ISA / CSA Scope Change Process (Exhibit 
12) and the ISA/CSA Scope Change Form (Exhibit 13). 

¶ Attachment C: Added new Exhibit C: ñGenerator As-built Data Formò which 
includes the standard format for Interconnection Customers to use to provide 
generator as-built data to PJM. 

Revision 02 (04/11/04) 

This document is the second revision of the PJM Manual for Generation and Transmission 
Interconnection Facility Construction (M-14C).  The majority of changes in this revision are 
editorial changes to reflect the current PJM organizational structure, but the following is a 
summary of the concept of other significant content revisions in the document: 

Cover Sheet: Changed ñTransmissionò Planning Department to ñInterconnectionò Planning. 

Approval: Kenneth S. Seiler, Manager ï Interconnection Planning indicated as PJM 
approving manager. 

Section 1: Added reference to ISA phase of Merchant Transmission Projects being covered 
under Manual M-14C. 

Exhibit 2: Added a block titled ñReal Estate, Siting, & Permitsò just above the ñDetailed 
Designò block in the categories of Attachment Facilities and Network Upgrades. 

Section 1: Real Estate, Siting & Permitting was added to major milestone activities for 
Attachment Facilities and Network Upgrades. 
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Section 1:  Revised Network Upgrades description to include both construction of new 
transmission lines or reconductoring of existing lines between substations.  

Exhibit 3:  Updated Interconnection Process Team Role Clarity Diagram. 

Section 1 & 2:  Updated PJM organizational names to reflect current organizational 
structure (i.e. Interconnection Planning, Member Services, etc.) 

Section 1 & 2:  Added reference in multiple locations to ñTransmission Owner Identified 
Upgradesò as being included in the types of upgrades covered by this manual including 
milestone and cost tracking. 

Section 1:  PJM Finance ï added reference to ISA cost reconciliation. 

Section 1:  PJM Internal Coordination ï added multiple editorial changes throughout 
section. 

Section 2:  PJM Billing Process ï Divided section into ñTransmission Owner Billingò and 
ñGenerator Billing / Statementsò;   

Exhibit 4:  Updated PJM Standard Invoice Form 

Section 2:  Project Closeout ï Revised PJM project management guidance for Post 
Generator Operation Phase to reflect PJM Generation Department as lead. 

Revision 01 (04/11/03) 

This document is the first revision of the PJM Manual for Generation and Transmission 
Interconnection Facility Construction (M-14C). 

Manual M-14, Revision 01 (03/03/01) has been restructured to create four new manuals, 
with the addition of a fifth manual: 

1. M-14A: ñGeneration and Transmission Interconnection Process 
Overviewò 

2. M-14B: ñGeneration and Transmission Interconnection Planningò 

3. M-14C: ñGeneration and Transmission Interconnection Facility 
Constructionò 

4. M-14D: ñGenerator Operational Requirementsò 

5. M-14E: ñMerchant Transmission Specific Requirementsò 

Revision 00 (02/26/03) 

This document is the initial release of the PJM Manual for Generation and Transmission 
Interconnection Facility Construction (M-14C). 

Manual M-14, Revision 01 (03/03/01) has been restructured to create four new manuals: 

1. M-14A: ñGeneration and Transmission Interconnection Process 
Overviewò 

2.  M-14B: ñGeneration and Transmission Interconnection Planningò 

3. M-14C: ñGeneration and Transmission Interconnection Facility 
Constructionò 
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4. M-14D: ñGenerator Operational Requirementsò 

 
 
 
 


