
PECO 2021

Submission of Supplemental Projects for 

Inclusion in the Local Plan

PECO Local Plan - 2021



M-3 Process PECO Transmission Zone
Waneeta230kV circuit breaker

Need Number: PE-2020-007 

Process Stage: Submission of Supplemental Project for 
inclusion in the Local Plan 9/23/21

Previously Presented: 
Need ςTEAC ς11/4/20
Solution ςTEAC ς12/1/20

Project Driver: 

Equipment Material Condition, Performance, and Risk

Specific Assumption Reference:

Å Transmission infrastructure replacements 
(EOL/condition/obsolescence) that are consistent with 
efficient asset management decisions

Å Programmatic replacement of breakers, relays, wood poles, 
cables, etc.

Problem Statement:

Waneeta 230kV circuit breaker #285 installed in 1968 is in 
deteriorating condition due to SF6 gas leaks, replacement 
part availability, and elevated maintenance cost.
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M-3 Process PECO Transmission Zone
Waneeta230kV circuit breaker

Need Number: PE-2020-007

Process Stage: Submission of Supplemental Project for 
inclusion in the Local Plan 9/23/21

Selected Solution:

Replace Waneeta230kV circuit breaker #285

The estimated cost of the project is $0.8M

Existing rating 2500 A, 42kA

New rating 3000 A, 63kA

Alternatives Considered:  

None

Projected In-Service: 5/8/2022

Supplemental Project ID: s2417

Project Status: Engineering

Model: 2025 RTEP
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M-3 Process PECO Transmission Zone
Tabor 230kV circuit breaker

Need Number: PE-2020-008 

Process Stage: Submission of Supplemental Project for 
inclusion in the Local Plan 9/23/21

Previously Presented: 
Need ςTEAC ς11/4/20
Solution ςTEAC ς12/1/20

Project Driver: 

Equipment Material Condition, Performance, and Risk

Specific Assumption Reference:

Å Transmission infrastructure replacements 
(EOL/condition/obsolescence) that are consistent 
with efficient asset management decisions

Å Programmatic replacement of breakers, relays, wood poles, 
cables, etc.

Problem Statement:

Tabor 230kV circuit breaker #905 installed in 1968 is in 
deteriorating condition due to SF6 gas leaks, 
replacement part availability, and elevated maintenance 
cost.
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M-3 Process PECO Transmission Zone
Tabor 230kV circuit breaker

Need Number: PE-2020-008

Process Stage: Submission of Supplemental Project 
for inclusion in the Local Plan 9/23/21

Selected Solution:

Replace Tabor 230kV circuit breaker #905

The estimated cost of the project is $0.8M

Existing rating 2500 A, 42kA

New rating 3000 A, 63kA

Alternatives Considered:  

None

Projected In-Service: 5/8/2022

Supplemental Project ID: s2418

Project Status: Engineering 

Model: 2025 RTEP
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M-3 Process PECO Transmission Zone
Grays Ferry 230kV circuit breaker

Need Number: PE-2020-009 

Process Stage: Submission of Supplemental Project for 
inclusion in the Local Plan 9/23/21

Previously Presented: 
Need ςTEAC ς12/1/20
Solution ςTEAC ς1/6/21

Project Driver: 

Equipment Material Condition, Performance, and Risk

Specific Assumption Reference:

Å Transmission infrastructure replacements 
(EOL/condition/obsolescence) that are consistent with 
efficient asset management decisions

Å Programmatic replacement of breakers, relays, wood poles, 
cables, etc.

Problem Statement:

Grays Ferry 230kV circuit breaker #375 installed in 1970 is in 
deteriorating condition due to SF6 gas leaks, replacement part 
availability, and elevated maintenance cost.
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M-3 Process PECO Transmission Zone
Grays Ferry 230kV circuit breaker

Need Number: PE-2020-009

Process Stage: Submission of Supplemental Project for 
inclusion in the Local Plan 9/23/21

Selected Solution:

Replace the Grays Ferry 230kV circuit breaker #375

The estimated cost of the project is $0.9M

Existing rating 2500 A, 42kA

New rating 3000 A, 63kA

Alternatives Considered:  

None

Projected In-Service: 3/22/2022

Supplemental Project ID: s2486

Project Status: Engineering 

Model: 2025 RTEP
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M-3 Process PECO Transmission Zone
Whitpain500kV circuit breaker #575 

Need Number: PE-2020-010 

Process Stage: Submission of Supplemental Project for 
inclusion in the Local Plan 9/23/21

Previously Presented: 
Need ςTEAC ς12/1/20
Solution ςTEAC ς1/6/21

Project Driver: 

Equipment Material Condition, Performance, and Risk

Specific Assumption Reference:

Å Transmission infrastructure replacements 
(EOL/condition/obsolescence) that are consistent with 
efficient asset management decisions

Å Programmatic replacement of breakers, relays, wood poles, 
cables, etc.

Problem Statement:

Whitpain500kV circuit breaker #575 installed in 1968 is in 
deteriorating condition due to SF6 gas leaks, replacement part 
availability, and elevated maintenance cost.
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M-3 Process PECO Transmission Zone
Whitpain500kV circuit breaker #575 

Need Number: PE-2020-010

Process Stage: Submission of Supplemental Project for 
inclusion in the Local Plan 9/23/21

Selected Solution:

Replace the Whitpain500kV circuit breaker #575

The estimated cost of the project is $1.3M

Existing rating 3000 A, 40kA

New rating 4000 A, 63kA

Alternatives Considered:  

None

Projected In-Service: 4/29/2021

Supplemental Project ID: s2487

Project Status: Completed

Model: 2025 RTEP
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M-3 Process PECO Transmission Zone
Whitpain500kV circuit breaker #385

Need Number: PE-2020-011 

Process Stage: Submission of Supplemental Project for 
inclusion in the Local Plan 9/23/21

Previously Presented: 
Need ςTEAC ς12/1/20
Solution ςTEAC ς1/6/21

Project Driver: 

Equipment Material Condition, Performance, and Risk

Specific Assumption Reference:

Å Transmission infrastructure replacements 
(EOL/condition/obsolescence) that are consistent with 
efficient asset management decisions

Å Programmatic replacement of breakers, relays, wood poles, 
cables, etc.

Problem Statement:

Whitpain500kV circuit breaker #385 installed in 1968 is in 
deteriorating condition due to SF6 gas leaks, replacement part 
availability, and elevated maintenance cost.
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M-3 Process PECO Transmission Zone
Whitpain500kV circuit breaker #385

Need Number: PE-2020-011

Process Stage: Submission of Supplemental Project for 
inclusion in the Local Plan 9/23/21

Selected Solution:

Replace the Whitpain500kV circuit breaker #385

The estimated cost of the project is $1.3M

Existing rating 3000 A, 40kA

New rating 4000 A, 63kA

Alternatives Considered:  

None

Projected In-Service: 6/28/2021

Supplemental Project ID: s2508

Project Status: Completed 

Model: 2025 RTEP
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M-3 Process PECO Transmission Zone
Eddystonesubstation

Need Number: PE-2020-012

Process Stage: Submission of Supplemental Project for inclusion in 
the Local Plan 9/23/21

Previously Presented: 
Need ςTEAC ς12/1/20
Solution ςTEAC ς3/9/21

Project Driver: 

Operational Flexibility and Efficiency

Specific Assumption Reference:

Å Provide Operations more options to deal with non-standard 
operating conditions

Å Follow internal Transmission & Substation recommended 
designs

Å Increasing system capacity 

Problem Statement:

PECO substation control house equipment for its Eddystone
substation is located inside a legacy generation owned facility.
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M-3 Process PECO Transmission Zone
Eddystonesubstation

Need Number: PE-2020-012

Process Stage: Submission of Supplemental Project for inclusion in 
the Local Plan 9/23/21

Selected Solution:

Alternatives Considered:  None

Projected In-Service: 12/1/2021

Supplemental Project ID: s2562; s2562.1; s2562.2; s2562.3; s2562.4

Project Status: Engineering 

Model: 2025 RTEP
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M-3 Process PECO Transmission Zone
Buckingham 230kV circuit breaker #220

Need Number: PE-2021-001

Process Stage: Submission of Supplemental Project for 
inclusion in the Local Plan 9/23/21

Previously Presented: 
Need ςTEAC ς2/9/21
Solution ςTEAC  ς3/9/21

Project Driver: 
Equipment Material Condition, Performance, and Risk

Specific Assumption Reference:
Å Transmission infrastructure replacements 

(EOL/condition/obsolescence) that are consistent with 
efficient asset management decisions

Å Programmatic review and/or replacement of breakers, relays, 
wood poles, cables, etc.

Problem Statement:
Buckingham 230kV circuit breaker #220 installed in 1969 is in 
deteriorating condition due to SF6 gas leaks, replacement part 
availability, and elevated maintenance cost.
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M-3 Process PECO Transmission Zone
Buckingham 230kV circuit breaker #220

Need Number: PE-2021-001

Process Stage: Submission of Supplemental Project 
for inclusion in the Local Plan 9/23/21

Selected Solution:

Replace Buckingham 230kV circuit breaker #220.

The estimated cost of the project is $0.8M
Existing rating 2500 A, 42kA
New rating 3000 A, 63kA

Alternatives Considered:  

None

Projected In-Service: 10/7/2021

Supplemental Project ID: s2558
Project Status: Engineering 
Model: 2025 RTEP
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M-3 Process PECO Transmission Zone
Buckingham 230kV circuit breaker #230

Need Number: PE-2021-002 

Process Stage: Submission of Supplemental Project for 
inclusion in the Local Plan 9/23/21

Previously Presented: 
Need ςTEAC ς2/9/21
Solution ςTEAC  ς3/9/21

Project Driver: 

Equipment Material Condition, Performance, and Risk

Specific Assumption Reference:

Å Transmission infrastructure replacements 
(EOL/condition/obsolescence) that are consistent with 
efficient asset management decisions

Å Programmatic review and/or replacement of breakers, relays, 
wood poles, cables, etc.

Problem Statement:

Buckingham 230kV circuit breaker #230 installed in 1969 is in 
deteriorating condition due to SF6 gas leaks, replacement part 
availability, and elevated maintenance cost.
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M-3 Process PECO Transmission Zone
Buckingham 230kV circuit breaker #230

Need Number: PE-2021-002

Process Stage: Submission of Supplemental Project for 
inclusion in the Local Plan 9/23/21

Selected Solution:

Replace Buckingham 230kV circuit breaker #230

The estimated cost of the project is $0.8M

Existing rating 2500 A, 42kA

New rating 3000 A, 63kA

Alternatives Considered:  

None

Projected In-Service: 10/7/2021

Supplemental Project ID: s2559

Project Status: Engineering 

Model: 2025 RTEP
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M-3 Process PECO Transmission Zone
Buckingham 230kV circuit breaker #240

Need Number: PE-2021-003

Process Stage: Submission of Supplemental Project for 
inclusion in the Local Plan 9/23/21

Previously Presented: 
Need ςTEAC ς2/9/21
Solution ςTEAC  ς3/9/21

Project Driver: 

Equipment Material Condition, Performance, and Risk

Specific Assumption Reference:

Å Transmission infrastructure replacements 
(EOL/condition/obsolescence) that are consistent with 
efficient asset management decisions

Å Programmatic review and/or replacement of breakers, relays, 
wood poles, cables, etc.

Problem Statement:

Buckingham 230kV circuit breaker #240 installed in 1969 is in 
deteriorating condition due to SF6 gas leaks, replacement part 
availability, and elevated maintenance cost.
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M-3 Process PECO Transmission Zone
Buckingham 230kV circuit breaker #240

Need Number: PE-2021-003

Process Stage: Submission of Supplemental Project for 
inclusion in the Local Plan 9/23/21

Selected Solution:

Replace Buckingham 230kV circuit breaker #240

The estimated cost of the project is $0.8M

Existing rating 2500 A, 42kA

New rating 3000 A, 63kA

Alternatives Considered:  

None

Projected In-Service: 10/7/2021

Supplemental Project ID: s2560

Project Status: Engineering 

Model: 2025 RTEP
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M-3 Process PECO Transmission Zone
Parrish 230kV circuit breaker #905

Need Number: PE-2021-004

Process Stage: Submission of Supplemental Project for 
inclusion in the Local Plan 9/23/21

Previously Presented: 
Need ςTEAC ς2/9/21
Solution ςTEAC  ς3/9/21

Project Driver: 

Equipment Material Condition, Performance, and Risk

Specific Assumption Reference:

Å Transmission infrastructure replacements 
(EOL/condition/obsolescence) that are consistent with 
efficient asset management decisions

Å Programmatic review and/or replacement of breakers, relays, 
wood poles, cables, etc.

Problem Statement:

Parrish 230kV circuit breaker #905 installed in 1968 is in 
deteriorating condition due to SF6 gas leaks, replacement part 
availability, and elevated maintenance cost.
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M-3 Process PECO Transmission Zone
Parrish 230kV circuit breaker #905

Need Number: PE-2021-004

Process Stage: Submission of Supplemental Project 
for inclusion in the Local Plan 9/23/21

Selected Solution:

Replace Parrish 230kV circuit breaker #905

The estimated cost of the project is $0.8M

Existing rating 2500 A, 42kA

New rating 3000 A, 63kA

Alternatives Considered:  

None

Projected In-Service: 11/19/2021

Supplemental Project ID: s2561

Project Status: Engineering 

Model: 2025 RTEP
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M-3 Process PECO Transmission Zone
Passyunk69kV circuit breaker

Need Number: PE-2020-013 

Process Stage: Submission of Supplemental Project for 
inclusion in the Local Plan 9/23/21

Previously Presented: 
Need ςSRRTEP ς12/16/20
Solution ςSRRTEP ς1/14/21

Project Driver: 

Equipment Material Condition, Performance, and Risk

Specific Assumption Reference:

Å Transmission infrastructure replacements 
(EOL/condition/obsolescence) that are consistent with 
efficient asset management decisions

Å Programmatic replacement of breakers, relays, wood poles, 
cables, etc.

Problem Statement:

Passyunk69kV circuit breaker #235 installed in 1968 is in 
deteriorating condition due to oil leaks, replacement part 
availability, and elevated maintenance cost.
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M-3 Process PECO Transmission Zone
Passyunk69kV circuit breaker

Need Number: PE-2020-013

Process Stage: Submission of Supplemental Project for 
inclusion in the Local Plan 9/23/21

Selected Solution:

Replace the Passyunk69kV circuit breaker #235

The estimated cost of the project is $0.6M

Existing rating 2000 A, 40kA

New rating 2000 A, 50kA

Alternatives Considered:  

None

Projected In-Service: 2/22/2021

Supplemental Project ID: s2484

Project Status: Completed 

Model: 2025 RTEP
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