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          PJM Interconnection
Summer 2022 Weather Normalized RTO Coincident Peaks (MW)

Zone Peak

AE 2,410            
AECO 2,263.6           

Vineland 146.4 
AEP 21,289.4       
APS 8,363            
ATSI 12,140          
BGE 6,210            
COMED 20,080          
DAYTON 3,120            
DEOK 4,930            
DLCo 2,630            
DOM 19,910          
DPL 3,790            

DPLCO 3,738.7           
EASTON 51.3 

EKPC 1,960            
JCPL 5,730            
METED 2,880            
OVEC 60 
PECO 8,100            
PENLC 2,760            
PEPCO 5,710            

PEP 4,956.8           
SMECO 753.2 

PL 6,861.9         
PS 9,390            
RECO 380               
UGI 190               
PJM RTO 148,894.3     

Summer 2022 RTO Coincident Peaks (5CP)

Day Date Hour MW
Wednesday 7/20/2022 18:00 147,334      
Thursday 7/21/2022 17:00 145,144      
Friday 7/22/2022 18:00 144,246      
Monday 8/8/2022 16:00 143,101      
Wednesday 8/3/2022 18:00 142,112      

Notes:  All times are listed in Hour Ending EPT

PJM RTO

Peak loads are unrestricted

Revised 11/2/2022 for AEP and PPL BtM generation
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Date 7/20/2022 7/21/2022 7/22/2022 8/8/2022 8/3/2022
Hour End (EPT) 18:00 17:00 18:00 16:00 18:00

AE 2,477.4          2,404.7        2,506.0 2,292.0          2,394.4         
AEP 21,476.1        20,521.0      20,753.2 20,870.7        20,970.4       
APS 8,405.3          8,160.2        8,151.9 8,355.5          8,303.2         
ATSI 11,936.1        11,569.2      11,531.5 11,851.4        12,285.8       
BGE 5,995.5          6,102.0        6,084 5,940.4          5,883.9         
COMED 17,807.7        19,092.2      17,964.0 14,952.5        17,043.4       
DAYTON 3,292.0          3,031.0        3,039.0 3,223.0          3,225.0         
DEOK 5,150.8          4,776.2        4,919.8 4,891.4          4,850.1         
DLCo 2,537.6          2,439.4        2,497.0 2,295.0          2,546.7         
DOM 20,174.1        19,422.8      20,022.6 20,377.5        19,701.7       
DPL 3,839.4          3,882.5        3,792.9 3,817.2          3,740.5         
EKPC 1,947.1          1,877.2        1,976.0 1,930.5          1,998.0         
JCPL 5,994.1          5,928.7        5,688.3 5,761.4          5,253.8         
METED 2,935.6          2,895.5        2,821.2 2,957.3          2,757.2         
OVEC 51.0 67.0             59.0 54.0 67.0              
PECO 7,988.7          8,119.1        7,887.7 8,084.8          7,405.6         
PENLC 2,781.6          2,672.4        2,660.3 2,742.2          2,740.8         
PEPCO 5,479.5          5,359.0        5,487.6 5,518.5          5,285.6         
PPL-EU 6,957.7          6,912.5        6,611.3 7,059.6          6,505.7         
PS 9,515.4          9,327.1        9,267.8 9,549.2          8,622.8         
RECO 390.5             385.1           351.7 378.5             349.0            
UGI 201.3             199.5           173.0 199.0             180.9            
PJM RTO 147,334.5      145,144.3    144,245.9 143,101.4      142,111.6     

EASTON 52.7 47.2             52.7 54.9 50.4              
SMECO 732.5             685.8           721.3 732.5             706.9            
Vineland 146.3             153.3           144.5 144.1             144.4            
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