ComEd Transmission Planning Criteria Update

May 12, 2016
Changes

✓ Interconnection Hub
  • Customers connecting to 345kV/765kV in close proximity should share a centrally located interconnection substation
  • Avoid carving up backbone system every few miles

✓ Substation Configuration
  • Breaker-and-a-half for new 345 kV and 765 kV substations
  • Line breaker added to ring bus when modifying existing nuclear substations