ComEd Transmission Planning Criteria Update

PJM PC Meeting
April 5, 2018
Criteria Change

✓ Pre-contingency High voltage limit was increased from 1.03 to 1.05 for 138kV, 345kV, and 765kV Transmission Voltages to align with PJM Criteria.

✓ Pre-contingency low voltage limit was decreased for non-generator busses from 0.98 to 0.95 for 765kV and 345kV Transmission busses to align with PJM Criteria.